Asbestos Audit - NM00242ZZ

. Entry#

0.05| GSABLDG#_____ NM002477
1.00| DFC BLDG# Rm#| size | Pop
1.10| (BLANK)
1.50] FL BASEMENT
1.60| INT/EXT @ OR E
2.00| RM # &S24
2.10| POPUL L
3.00] FUNC. SPAC ANIC A\
3.10| HOMOG AREA 225 (By Project Coordinator)
4.00] DESCRIPTION _HEATING WATER. FITTiNG (SypPL?)
4.20| ASB TYPE/PERCNT] . N AM, CHR, CRO, TR, AC, ANT
5.00] MTL G) s M
5.10| MTLID HwE (See Suspect Material Descriptor List)
6.00| MTL QTY —
6.10| (BLANK) LF  SF
7.00] FRI @) N
. 8.00] MTL DMG D) 1-10% 10-25% 25-50% >50%
9.00| MTL EXT DMG D L
10.00| MTL DMG TYPE P W DT
11.00] DMG DESC s M L
12.00| MTL ACC AH am &D 1
13.00( MTL CONT H M ©
14.00| MTL IFLVIB H M O
15.00| AIR EROSN H m @
16.00| RATG @ F P
17.00] INSP BEP/AAL (Inspector's Initials)
18.00| DATE 09-13-95
19.00{ COMMENTS N/A
19.10|] CNTRL OPT REC Repair Remove Part Remove Encap Enclose O&M
19.20] CNTRLOPTPROC | FulCont  SecEcnl  GivBag
19.30| CONTI OPT PERS Maint ___ Abate Contr
Inspectors RAC:
‘ BULK SAMPLE #_{4-(8
BULK SAMPLE LOCATION: Keom 5
SEPTEMBER 1995
F-30!

.




Asbestos Audit - NMO024ZZ

Entry#

0.05| GSABLDG# _____ NM0Q2477
1.00| DFC BLDG# Rm#| size | Pop
1.10| (BLANK)
1.50] FL BASEMENT
1.60| INT/EXT @ OR E
2.00| RM # S24
2.10| POPUL I
3.00| FUNC. SPAC MECHANICAL 4
3.10| HOMOCG AREA 225 (By Project Caordinator)
4.00| DESCRIPTION HEA ;;l WATER T TTINGS (ReTuen)
4.20| ASB TYPE/PERCNT] ~ AM, CHR, CRO, TR, AC, ANT
5.00] MTL G s M
510! MTLID Hw & (See Suspect Material Descriptor List)
6.00| MTL QTY
5.10] (BLANK) LF  SF
7.00] FRI @) N
8.00] MTL DMG L) 1-10%  10-25% 25-50%  >50%
5.00] MTL EXT DMG D L
10.00| MTL DMG TYPE P W DT
71.00] DMG DESC S ML
12.00] MTLACC AH AM G |
13.00| MTL CONT H m CO
14.00] MTL IFLVIB H M CLD
15.00| AIR EROSN H M (L
15.00] RATG @ F P
17.00| INSP BEP/AAL (Inspector’s Initials)
18.00| DATE 09-13-95
13.00] COMMENTS YA
19.10] CNTRL OPT REC Repair Remove Part Remove Enclose O&M
13.20| CNTRL OPT PROC FulCont  SecEcnl  GivBag -
15301 CONTL OPT PERS Maint Abate Cantr
Inspectors RAC:
BULK SAMPLE #_ 14«B
2ULK SAMPLE LOCATION: _Room S24 5
SEPTEMBER 1995
F-302

\——,/




Asbestos Audit - NM00242Z

Entry#
0.05| GSABLDG# NM00247Z
1.00| DFC BLDG# Rm#| size | Pop
1.10| (BLANK)
1.50] FL BASEMENT
1.80] INT/EXT @ oA E
2.00| RM # _Ss248
2.10| POPUL |
3.00| FUNC. SPAC _MecHanesy D
3.10| HOMOG AREA 225 (By Project Coordinator)
4.00| DESCRIPTION REATING WATER, EATTINC(GS
420| ASBTYPE/PERCNT] _ - & - AM, CHR, CRO, TR, AC, ANT
5.00] MTL @ s ™
5.10{ MTLID BWFE (See Suspect Material Descriptor List)
6.00| MTLQTY -
6.10| (BLANK) LF  SF
7.00] FRI ) N
8.00| MTL DMG 1-10% 10-25% 25-50% >50%
9.00[ MTL EXT DMG D L
10.00| MTL DMG TYPE P w DT
11.00] DMG DESC S M L
12.00| MTLACC AH  AM |
13.00{ MTL CONT H m (D
14.00| MTL IFLVIB H M DD
15.00| AIR EROSN H Mo D
16.00| RATG G F P
17.00} INSP BEP/AAL (Inspector's Initials)
18.00| DATE 09-13-95
13.00| COMMENTS Located ﬁ)ms@mz\; Mechanical Boormn
12.101 CNTRL OPT REC Renair Remove Part Remove Encap Enclose O&M
19.20/ CNTRL OPT PROC FulCont  SecEcnl  GvBag  GQONB
1230l CONTL QPT PERS Maint Abate Contr

Inspectors RAC:

BULK SAMPLE #__ |36 B

SULK SAMPLE LOCATION: f0om 524»/ Unit- 2t PVT-0¢

5

SEPTEMBER 1995
~-303




Asbestos Audit - NM00242Z

Entry#
0.05| GSABLDG#______ NMQ02477
1.00| DFC BLDG# Rm#| size | Pop
1.10{ (BLANK)
1.50| FL BASEMENT
1.60| INT/EXT @& OR E
2.00| RM # _S24
2.10{ POPUL J
3.00] FUNC. SPAC MECHANICHYL 2 D
3.10| HOMOG AREA 226 (By Project Coordinator)
4.00| DESCRIPTION HEATINL. WATER GENERATOR TNSULATION

4.20| ASB TYPE/PERCNT] o AM, CHR, CRO, TR, AC, ANT
5.00] MTL @ s ™

5.10f MTLID w1 (See Suspect Material Descriptor List)
6.00| MTL QTY —

6.10| (BLANK) LF @ EA

7.00] FRI @ N

8.00| MTL DMG 1-10% 10-25% 25-50% >50%

9.00| MTL EXT DMG D L

10.00] MTL DMG TYPE P w DT

11.00| DMG DESC S M L

12.00| MTL ACC AH AM I

13.00{ MTL CONT H M LD

14.00] MTL IFLVIB H m (D

15.00| AIR EROSN H m (D

16.00| RATG CONA:

17.00] INSP BEP/AAL (Inspector's Initials)

18.00] DATE 09-13-95

19.00| COMMENTS Located Hhee: \@Lnﬂﬂ:mamisl_ég_m_...
19.10| CNTRL OPT REC Repair Remove Part Remove

19.20| CNTRL OPT PROC FulCont  SecEcnl  GivBag @

19.30! CONTL OPT PERS Maint Abate Contr

BULK SAMPLE #__ \378

BULK SAMPLE LOCATION: Mm_az&ﬂlnd_ﬁ P¥r-07

F-so'-/—

Inspectors RAC:

5

SEPTEMBER 1995




Asbestos Audit - NM0024ZZ

Entry#
0.05| GSABLDG#______ NM00247Z
1.00| DFC BLDG# Rm#| size | Pop
1.10| (BLANK)
1.50] FL BASEMENT
1.80| INT/EXT (D) or E
2.00| RM # S24
2.10| POPUL i
3.00] FUNC. SPAC MECHANICAL AF 3
3.10{ HOMOG AREA 2733 (By Project Coordinator)
4.00| DESCRIPTION DoESTIe. WATER STRAIGHT
4.20 | ASB TYPE/PERCNT] - - AM, CHR, CRO, TR, AC, ANT
5.00] MTL G s ™
3.10] MTLID POWS (See Suspect Material Descriptor List)
5.00| MTL QTY |
5.10] (BLANK) CLE> sF EA
7.00] FRI @ N
8.00| MTL DMG 1-10% 10-25% 25-50% >50%
$.00] MTL EXT DMG D L
10.00] MTL ODMG TYPE P W DT
11.00] DMG DESC s M L
12.00| MTL ACC AH  AM |
13.00| MTL CONT H m D
14.00| MTL IFLVIB o (uD L
15.00| AIR EROSN H M D
15.00| RATG @ F P
17.00] INSP BEP/AAL (Inspectcr's Initials)
13.00| DATE 09-13-85
13.00| COMMENTS MMMMM_
159.10| CNTRL OPT REC Repair Remove Part Remove Encap Enclose O&M
3.20| CNTRL OPT PROG FulComt  SecEcl  GivBag
1230 CONTIL OPT PERS Maint Abhate Caontr

Inspectors RAC:

SULK SAMPLE #1238
SULK SAMPLE LOCATION: __Room _Sx4- 5

SEPTEMBER 1995
F-3os




Asbestos Audit - NM0024Z2Z

Entry#
0.05| GSABLDG#_____ NM00247Z
1.00] DFC BLDG# Rm#| size | Pop
1.10| (BLANK)
1.50| FL BASEMENT
1.60| INT/EXT (L) or E
2.00| RM # S24-
2.10| POPUL i
3.00{ FUNC. SPAC MECHANICAL X 3
3.10] HOMOG AREA Z35 (By Project Coordinator)
4.00| DESCRIPTION TomesSTIc. WATER FITTINGS
4.20| ASB TYPE/PERCNT] - - AM, CHR, CRO, TR, AC, ANT
5.00] MTL S M
5.10{ MTLID PWWF (See Suspect Material Descriptor List)
6.00] MTL QTY
6.10| (BLANK) L sF CED
7.00| FRI &) N
8.00| MTL DMG 1-10% 10-25% 25-50% >50%
9.00| MTL EXT DMG D L
10.00| MTL DMG TYPE P w DT
11.00| DMG DESC S M L
12.00] MTLACC AH  am CAD
13.00] MTL CONT H M D
14.00] MTL IFLVIB H QD L
15.00| AIR EROSN H M D
16.00| RATG G F P
17.00] INSP BEP/AAL (Inspector’s Initials)
18.00| DATE 09-13-95
19.00| COMMENTS M@Mmm_i__m_
19.10| CNTRL OPT REC Repair Remove Part Remove Encap Enclose
19.20| CNTRL OPT PROC FulCont  SecEcnl  GlvBag
19.30] CONTL QOPT PERS Maint Abate Contr

Inspectors RAC:

BULK SAMPLE #__ 124'B

BULK SAMPLE LOCATION: Room 24

5

SEPTEMBER 1995

F-30¢s




Asbestos Audit - NM0O024ZZ

‘ Entry#

GSA BLDG#

O
¢

DFC BLDG#

o lo
S

O

(BLANK)

1.30{ FL

1.80} INT/EXT

@) or E

2.00{ RM #
2.10| POPUL

3.00] FUNC. SPAC

3.10| HOMOG AREA

4.00| DESCRIPTION

4.20| ASB TYPE/PERCNT]

NM002427
Bm#| size | Pop

BASEMENT

S24
1

Mgcr_\Aﬂgﬁ Lo 3‘ ‘
40 (By Praoject Coordinator)
dex € Ch y Ling

Boilexr € Chiller  Cold Water 53329
APITTINGS - e
- 10% AM, CRO, TR, AC, ANT

5.00] MTL G s m
5.10) MTLID BLCWHLT (See Suspect Material Descriptor List)
6.00{ MTL QTY 250
5.10| (BLANK) LF  SF
7.00] FRI G) N
8.00| MTL DMG 1-10% 10-25% 25-50% >50%
$.00| MTL EXT DMG D L
10.00] MTL DMG TYPE P w DT NOTE: —THIS SYSTE™M  APPEARS
11.00| DMG DESC s M To SOPPLY COLD POMESTIC WATER
12.00] MTLACC AH  AM l To Bowge ¢ CMiLLER. TT
13.00| MTL CONT H m O APPEARS To BE LOGNTED (M
14,00] MTL IFLVIB H (i) L BOILER. Room & CHILLER RotM
15.00] AIR EROSN H M QO ,.-::4\,\(’ ANP S LhRBELED
15.00] RATG @) F P coLp whiBe 7
17.001 INSP BEP/AAL (Inspector's Initials)
18.00| DATE 09-13-95
15.00| COMMENTS w1
12.10| CNTRL OPT REC Repar ~ Remove  PatRemove  Encap  Encose
15.20| CNTRL OPT PROC FulCont  SecEcni  GivBag
1230 CONTL OPT PERS | ¢ Maik Abate Contr

Ma

Inspectors RAC:

BULK SAMPLE #_ 146
BULK SAMPLE LOCATION: Yl S24. ; | 4

SEPTEMBER 1995

F- 307




Asbestos Audit - NM00242Z

Entry#

0.05| GSABLDG# NM00242Z
1.00{ DFC BLDG# Rm#| size | Pop
1.10| (BLANK)
1.50| FL SAsE MeNT”
1.60{ INT/EXT @ ©or E
2.00| RM # S24
2.10| POPUL )
3.00{ FUNC. SPAC _MECRANVCAL %3
3.10| HOMOG AREA 46! (By Project Coordinator)
4.00| DESCRIPTION Boler & Chiller Cold Wader Line
420| ASBTYPEPERCNT] T o9RY AM, CHR, CRO, TR, AC, ANT
5.00] MTL (D s ™
5.10| MTLID RCCWSLE (See Suspect Material Descriptor List)
6.00| MTL QTY S
6.10| (BLANK) @ SF  EA
7.00| FRI N
8.00| MTL DMG 0%) 1-10% 10-25% 25-50% >50%
9.00| MTL EXT DMG D L
10.00] MTL DMG TYPE P w DT
11.00] DMG DESC ) M L
12.00| MTLACC AH  AM QD |
13.00{ MTL CONT H M <D
14.00| MTL IFLVIB H O L
15.00| AIR EROSN H Mm D
16.00| RATG () F p
17.00f INSP BEP/AAL (Inspector's Initials)
18.00| DATE 09-13-95
19.00| COMMENTS Located in Boilev foome Chillev
19.10] CNTRL OPT REC Repair Remove Part Remove Encap Enclose O&M
19.20| CNTRL OPT PROC FulCont  SecEcnl  GivBag
19.30) CONTIL OPT PERS Maint Abate Contr
Inspectors RAC:
BULK SAMPLE #__W\SPB
BULK SAMPLE LOCATION: __Room 824 S

SEPTEMBER 1995

F-308




Ashestos Audit - NM00242Z

- Entry#

BULK SAMPLE LOCATION:

0.05| GSABLDG# NM00247Z
1.00| DFC BLDG# BRm#| size | Pop
1.10] (BLANK)
1.50] FL BhsgMenT
1.60| INT/EXT @ or E
2.00| AM # S24
2.10] POPUL L
3.00] FUNC. SPAC MECHAMNICAL 33
3.10| HOMOG AREA 243 (By Project Coordinator)
4.00] DESCRIPTION DPRINKING WATER STRAN-HT
4.20 | ASB TYPE/PERCNT] —_— = AM, CHR, CRO, TR, AC, ANT
5.00] MTL @ s wm
5.10| MTLID Dws (See Suspect Material Descriptor List)
6.00| MTL QTY D—
6.10| (BLANK) QE> sF EA
7.00| FRI D) N
8.00| MTL DMG 1-10% 10-25% 25-50% >50%
9.00| MTL EXT DMG D L
10.00] MTL DMG TYPE P W DT
11.00| DMG DESC S M L
12.00 | MTL ACC AH  AM l
13.00| MTL CONT - H M D
14.00 MTL IFLVIB H m D
15.00| AIR EROSN H m O
16.00| RATG @ F P
17.00| INSP BEP/AAL (Inspector's Initials)
18.00| DATE 09-13-95
19.00] COMMENTS Lecad ed Fhrouwdnent Medhanica) RBoomn
19.10{ CNTRL OPT REC Repair Remove Part Remove Encap Enclose Oo&M
19.20| CNTRL OPT PROC FulCont  SecEcnl  GivBag
18.30| CONTI OPT PERS Maint Abate Contr
Inspectors RAC:
BULK SAMPLE #_ 2GR

5

RBoorA S24

SEPTEMBER 1995
F~ -39




Asbestos Audit - NM0024ZZ

Entry#

®
0.05| GSABLDG# NM0024ZZ
1.00{ DFC BLDG# Rm#| size | Pop
1.10| (BLANK)
1.30] FL PASHMENT
1.60| INT/EXT @ OR E
2.00| AM # S24
2.10| POPUL ]
3.00| FUNC. SPAC MECHANICAL # D
3.10| HOMOG AREA 2495 (By Project Coordinator)
4.00{ DESCRIPTION DRINKING, WATER EITTINGS
4.20| ASB TYPE/PERCNT] \5-20% AM, CHR, CRO, TR, AC, ANT
5.00] MTL @ s m
5.10{ MTLID Dw¥ (See Suspect Material Descriptor List)
6.00] MTL QTY 42
5.10] (BLANK) LF  SF
7.00] FRI 3 N
8.00| MTL DMG 0% 1-10% 10-25% 25-50% >50% ‘
$.00| MTL EXT DMG D L ’ < sysTem SUPPLYS
10.00] MTL DMG TYPE P W DT NoTe :t&\\‘weby TR, TO
11.00| DMG DESC S M L BUBBLERS TO ALL FLOORS
12.00] MTLACC AH AM CAL) | AND s LARELED Drimb NG
13.00] MTL CONT H m L) WATER. ¢/,
14.00] MTL IFL VIB H m
15.00{ AIR EROSN H M @
16.00| RATG ) F P
17.00] INSP BEP/AAL (Inspector's Initials)
18.00| DATE 09-13-95
19.00| COMMENTS n) A
19.10| CNTRL OPT REC Repair  Remove  PatRemove  Encap  Encose  <Q&MD
19.20| CNTRL OPT PROC FylCont  SecEcnl  GivBag @
1230l CONTI OPT PERS @%S Abate Contr

S
inspectors RAC:

BULK SAMPLE #___ 1258

BULK SAMPLE LOCATION: __KLoom  s24-

F- 310

4.

SEPTEMBER 1995




Asbestos Audit - NM002422

Entry#
0.05| GSABLDGH# NM00247Z
1.00| DFC BLDG# Am#{ size | Pep
1.10| (BLANK)
1.30] FL BhsgmMenT
1.60| INT/EXT @ or E
2.00{ BRM # S24
2.10| POPUL [
3.00] FUNC. SPAC MECHANICAL 253
3.10| HOMOG AREA 253 (By Project Coordinator)
4.00| DESCRIPTION CHILL T ] E’rUP-N)
4.20| ASB TYPE/PERCNT] =) AM, CHR, CRO, TR, AC, ANT
5.00] MTL @ s wm
5.10| MTLID WS (See Suspect Material Descriptor List)
6.00| MTLQTY -
5.10| (BLANK) B> sF EA
7.00| FRI @ N
8.00{ MTL DMG 1-10% 10-25% 25-50% >350%
5.00| MTL EXT DMG D L
10.00| MTL DMG TYPE P W DT
11.00| DMG DESC S M L
12.00] MTLACC AH  Aam CAD |
13.00} MTL CONT H M D
12.00] MTL IFLVIB H M O
15.00] AIR EROSN H Mo D
16.00| RATG @G> F P
17.00| INSP BEP/AAL {Inspector's Initials)
18.00| DATE 08-13-95
19.00| COMMENTS L ¥ + hanice) Boo
15.10{ CNTRL OPT REC Repair Remove Part Remaove Encap Enclose Oo&M
19.20| CNTRLOPTPROC | FulCont  SecEcnl  GivBag
12,301 CONTI ORT PFRS Maint. Abate Caontr

Inspectors RAC:

Pord

#1308

LK SAMPLE

BULK SAMPLE LOCATION: ROOM &402.

=

SEPTEMBER 1995

=311




Asbestos Audit - NM00242Z

Entry#
0.05| GSABLDG# NM002477
1.00| DFC BLDG# Rm#| size | Pop
1.10| (BLANK)
1.50| FL PASEMENT
1.60| INT/EXT @ OorR E
2.00{ RM # S24
2.10{ POPUL |
3.00| FUNC. SPAC MECHANICAL % 3
3.10| HOMOG AREA 253 (By Project Coordinator)
4.00| DESCRIPTION CAILLED WATER 5T@ﬂ](;ﬁ:\1§§0fpl‘i)
4.20| ASB TYPE/PERCNT] - - AM, CHR, CRO, TR, AC, ANT
5.00] MTL @ s ™
5101 MTLID WS (See Suspect Material Descriptor List)
6.00| MTL QTY
5.10| (BLANK) (Lp> sF  Ea
7.00 FRI D N
8.00| MTL DMG 1-10% 10-25% 25-50% >50%
9.00| MTL EXT DMG D L
10.00| MTL DMG TYPE P w DT
11.00{ DMG DESC S M L
12.00| MTL ACC AH AM CAD |
13.00] MTL CONT H M D
14.00| MTL IFLVIB H M G
15.00| AIR EROSN H m @O
16.00{ RATG (& F P
17.00{ INSP BEP/AAL (Inspector's initials)
18.00| DATE 09-13-95
19.00| COMMENTS Lecated Yhroughent Mednhanice) Roopn
19.10| CNTRL OPT REC Repair Remove Part Remove Encap Enclose oaM
19.20| CNTRL OPT PROC FulCont  SecEcnl  GivBag
18.30] CONTL OPT PERS Maint Abate Contr

Inspectors RAC:

BULK SAMPLE #

BULK SAMPLE LOCATION: Koom B4az.

127]R

5

SEPTEMBER 1995
£ -3re2




Asbestos Audit -

NMO024ZZ

BULK SAMPLE #

0986 ;099 £l0CB

BULK SAMPLE LOCATION: _First Flooy Mechanical Sw/
44 Blear Medh, £ (o4h Floor Mechn .

F-3,3

‘Entry#
0.05| GSABLDG# NM00247Z
1.00{ DFC BLDG# Rm#| size | Pop
1.10| (BLANK)
150 FL I
1.60{ INT/EXT @ o E
2.00| RM # -
2.10| POPUL \
3.00| FUNC. SPAC Wechanice | =3
3.10| HOMOG AREA 253 (By Project Coordinator)
4.00| DESCRIPTION _Ch J_Igd_uoj-_e_&fm@his___
4.20| ASB TYPE/PERCNT] AM, CHR, CRO, TR, AC, ANT
5.00] MTL @ s M
5.10| MTLID WS- 293 (See Suspect Material Descriptor List)
6.00| MTL QTY -
6.10] (BLANK) @ SF  EA
7.00| FRI N
8.00] MTL DMG 1-10% 10-25% 25-50% >50%
9.00| MTL EXT DMG D L
10.00] MTL DMG TYPE P W DT
11.00] DMG DESC s M L
12.00| MTLACC AH m GD |
13.00{ MTL CONT H v ©
14.00| MTL IFLVIB H @M@ L
15.00| AIR EROSN H Mm O
16.00| RATG & F P
17.00] INSP o BEPR/AAL (Inspector's Initials)
18.00| DATE J 09-13-95
19.00| COMMENTS | Locased ~Fhos donr N Pchanieal &oms
19.10{ CNTRL OPT REC Repair Remove i Part Remove Encap Enclose O&M
119.20| CNTRL OPT PROC FulCont  SecEcnl  GivBag
19.30! CONTI OPT PERS Maint Abate Contr
Inspectors RAC:

5

SEPTEMBER 1995




Asbestos Audit - NM002427

Entry#
0.05| GSABLDG#_____ NM00247Z
1.00| DFC BLDG# Rm#| size | Pop
1.10| (BLANK)
1.50| FL BAsEMENT
1.60{ INT/EXT @ or E
2.00| RM # S24
2.10| POPUL |
3.00| FUNC. SPAC MECHANICAL % 3
3.10{ HOMOG AREA 2595 (By Project Coordinator)
4.00| DESCRIPTION CRILED WATER BITinG (RETURN)
4.20 | ASB TYPE/PERCNT] -0 - AM, CHR, CRO, TR, AC, ANT
5.00 MTL @ s m
5.10| MTLID cCw¥F (See Suspect Material Descriptor List)
6.00{ MTL QTY —_
6.10| (BLANK) LF  SF
7.00{ FRI N
8.00| MTL DMG 1-10% 10-25% 25-50% >50%
9.00| MTL EXT DMG D L
10.00| MTL DMG TYPE P W DT
11.00| DMG DESC S M L
12.00 | MTLACC AH  AM i
13.00| MTL CONT H m O
14.00[ MTL IFLVIB H m O
15.00| AIR EROSN H M @
16.00{ RATG @ F P
17.00| INSP BEP/AAL (Inspector's Initials)
18.00| DATE 09-13-95
19.00| COMMENTS s A \ Boo
19.10} CNTRL OPT REC Repair Remove Part Remove Encap Enclose O&M
19.20| CNTRL OPT PROC FulCont  SecEcnl  GlvBag
19.30| CONTL OPT PERS Maint Abate Contr

Inspectors RAC:

BULK SAMPLE #_ 1298

BULK SAMPLE LOCATION: _R(hv R402

S

~ -

SEPTEMBER 1995

3/




Asbestos Audit - NM0024Z2Z

Entry#
0.05| GSABLDG# NM0024ZZ
1.00| DFC BLOG# Rm#| size | Pop
1.10] (BLANK)
1.50| FL BPAseMENT
1.80| INT/EXT @ or E
2.00| ARM # oS24
2.10| POPUL |
3.00| FUNC. SPAC MECHANICAL #£ 3
3.10| HOMOG AREA 255 (By Project Coordinator)
4.00| DESCRIPTION CHIL ED ATER FirrTing £§Q£gu§
4.20| ASB TYPE/PERCNT] AM, CHR, CRO, TR, AC, ANT
5.00] MTL @ s M
3.10| MTLID CWFE (See Suspect Material Descriptor List)
6.00] MTL QTY |
5.10] (BLANK) LF  SF
7.00] FRI D) N
8.00] MTL DMG 1-10% 10-25% 25-50% >50%
$.00] MTL EXT DMG D L
1C.00| MTL DMG TYPE P W DT
11.00] DMG DESC s M L
12.00] MTLACC AH AaM QD |
13.00{ MTL CONT H M DD
12.00] MTL IFLVIB H M D
15.00| AIR EROSN H M O
16.00| RATG @ F P
17.00| INSP BEF/A2 LA ataior-Tasiat s B I ab eF: 113
12.00) DATE 08-13-85
15.00] COMMENTS L ' = mechanice) Roo
12.10] CNTRL OPT REC Repair Remove Part Remove Encap Enclose Q&M
15.20| CNTRL OPT PROC FulCont  SecEcnl  GivBag
12301 CONTL OPT PERS Maint ___Abate Contr

Inspectors RAC:

BLLK SAMPLE #_ 1298

BLLK SAMPLE LOCATION: RM 3402

5

SEPTEMBER 1995
L~ ~3ss




Asbestos Audit - NM0024Z27

Pop

Entry# _
0.05{ GSABLDG# NM002477
1.00| DFC BLDG# Rm#| size
1.10| (BLANK)
1.50] FL |
1.60[ INT/EXT @ OR E
2.00| RM # —
2.10| POPUL i
3.00|] FUNC. SPAC Mechanical 4 2
3.10] HOMOG AREA 28S (By Project Coordinator)
4.00| DESCRIPTION _Chd_‘c_c,‘__ﬂ)_&(—_g_ _Eittings
4.20 | ASB TYPE/PERCNT] AM, CHR, CRO, TR, AC, ANT
5.00] MTL @ s M
5.10] MTLID CWFE (See Suspect Material Descriptor List)
6.00| MTLQTY &
6.10| (BLANK) LF  SF
7.00] FRI @ N
8.00| MTL DMG 1-10% 10-25% 25-50% >50%
9.00| MTL EXT DMG D L
10.00| MTLDMG TYPE P w DT
11.00| DMG DESC s M L
12.00| MTLACC AH  AM |
13.00| MTL CONT H M
14.00| MTL IFLVIB H M) L
15.00{ AIR EROSN H M O
16.00| RATG & F P
17.00) INSP BEP/AAL (Inspector's Initials)
18.00| DATE 09-13-95
19.00| COMMENTS Mmid_ﬁr_wgbﬂzta[[_ﬁecégnid_&m___
19.10] CNTRL OPT REC Repair Remove Part Remove Encap Enclose O&M
19.20| CNTRL OPT PROC FulCont ~ SecEcnl  GvBag  (NONE)
19.301 CONTI OPT PERS Maint Abate Contr

Inspectors RAC:

BULK SAMPLE #__ OB , (026 € 1038

BULK SAMPLE LOCATION: _Js¥ Floor  Mecnanical oginn

4t Floor e . - €/ Lot Floor Meckn -

~+3/6

S

SEPTEMBER 1995




Asbestos Audit - NM0024ZZ

Entry#

0.05| GSABLDG#_____ NM00247Z
1.00| DFC BLDG# Rm#| size | Pop
1.10| (BLANK)
1.50| FL !
1.60{ INT/EXT @ OR E
2.00| RM # —
2.10| POPUL \
3.00] FUNC. SPAC Mednanical A3
3.10f HOMOG AREA 285 (By Project Coordinator)
4.00{ DESCRIPTION Duct  Thsulatian
420| ASBTYPE/PERCNT| ____ @ ' AM, CHR, CRO, TR, AC, ANT
5.00] MTL @ s ™
5.10f MTLID DX (See Suspect Material Descriptor List)
6.00| MTL QTY E—
6.10] (BLANK) Lk P EA
7.00] FRI @ N
8.00| MTL DMG 110%  10-25% 25-50% >50%
9.00| MTL EXT DMG D L
10.00| MTL DMG TYPE P W DT
11.00] DMG DESC s M L
12.00| MTLACC AH  AM I
13.00| MTL CONT H Mm O
14.00| MTL IFLVIB G M L
15.00| AIR EROSN H @ L
16.00| RATG Q) F P
17.00| INSP BEP/AAL (Inspector's Initials)
18.00| DATE 09-13-95
15.00| COMMENTS jz{m%gﬁ_mmhm Pooms._ -8 Floars
19.10{ CNTRL OPT REC Repair Remove Part Remove Encap Enclose O&M
19.20| CNTRL OPT PROC Ful Cont  SecEcnl  GivBag
19.30| CONTL OPT PERS Maint Abate Contr
Inspectors RAC:
BULK SAMPLE # 0958, 0968 2118

BULK SAMPLE LOCATION: _Mechaniced foom SW s+ Flaor

A Floor Meeh ? (L Floor Mech .

F-3/2

-

SEPTEMBER 1995




Asbestos Audit - NM0024ZZ

Entry#
0.05| GSABLDG# NM00247Z
1.00| DFC BLDG# Rm#] size | Pop
1.10| (BLANK)
1.50] FL BASEMENT.
1.60| INT/EXT @ CR E
2.00| RM # Ss24
2.10| POPUL |
3.00{ FUNC. SPAC MECHANICAL D
3.10|] HOMOG AREA 200 (By Project Coordinator)
4.00| DESCRIPTION _Muumegmmmvon
4.20 | ASB TYPE/PERCNT] AM, CHR, CRO, TR, AC, ANT
5.00] MTL @D s ™
5.101 MTLID HWG T (See Suspect Material Descriptor List)
6.00| MTL QTY -
6.10| (BLANK) LF @ EA
7.00| FRI G N
8.00| MTL DMG 1-10% 10-25% 25-50% >50%
9.00| MTL EXT DMG D L
10.00| MTL DMG TYPE P W DT
11.00| DMG DESC s M L
12.00| MTLACC AH CAMO AL |
13.00] MTL CONT H M U
14.00] MTL IFLVIB H M (L
15.00| AIR EROSN H m (O
16.00| RATG @ F P
17.00{ INSP BEP/AAL (Inspector's Initials)
18.00| DATE 09-13-95
19.00| COMMENTS Locoted Hhroyghort Mechaniced Boorn
19.10] CNTRL OPT REC Repair Remove Part Remove Encap Enclese O&M
19.20| CNTRL OPT PROC FulCont  SecEcl  GivBag  QOND
19.30! CONTL QPT PERS Maint Abate Cantr

Inspectors RAC:

BULK SAMPLE #__|140B =

BULK SAMPLE LOCATION: ROOM 524 / Unid 4

SEPTEMBER 1995
F-31&




Asbestos Audit - NM00242Z

Entry#

0.05| GSABLDG# _____ NM00247Z
1.00| DFC BLDG# Rm#| size | Pop
1.10] (BLANK)
1.50| FL BASEMENT
1.60| INT/EXT @ OR E
2.00| RM # _S24
2.10| POPUL |
3.00{ FUNC. SPAC _Meckanicay D
3.10| HOMOG AREA 20 (By Project Coordinator)
4.00| DESCRIPTION HoT WATER GEMERETAR TNSHLATION
4.20| ASB TYPE/PERCNT] 15-20% AM, ©HB) CRO, TR, AC, ANT
5.00] MTL @ s ™
5.10] MTLID MW T (See Suspect Material Descriptor List)
6.00| MTL QTY g4
6.10| (BLANK) LF @ EA
7.00| PRI @ N
8.00] MTL DMG 1-10% 10-25% 25-50% >50%
$.00| MTL EXT DMG D L
10.00] MTL DMG TYPE P w DT
11.00] DMG DESC s M L
12.00| MTLACC _ AH  AM |
13.00] MTL CONT H v O
14.00| MTL IFLVIB H @ L
15.00| AIR EROSN H M L
16.00] RATG @G> F P
17.00{ INSP BEP/AAL {Inspector's Initials)
18.00| DATE 09-13-95
15.00| COMMENTS Located ﬁ]mg@hg;ﬁ Mechanicel  Boom
19.10{ CNTRL OPT REC Repair Remove Part Remove Encap Enclose O&M
19.20| CNTRL OPT PROC FulCont  SecEcnl  GvBag  QOND
12301 CONTIL QPT PERS Maint Ahate Contr
Inspectors RAC:
BULK SAMPLE #_ 138B®
BULK SAMPLE LOCATION: _Room  S2.4 le\i+# PyT*V2 o 4—

SEPTEMBER 1995
-39




Asbestos Audit - NM0024ZZ

Entry#
0.05| GSABLDG# NM002477
1.00] DFC BLDG# Rm#| size | Pop
1.10| (BLANK)
1.50] FL BASEMENT
1.60| INT/EXT & OorR E
2.00| AM # S24
2.10| POPUL !
3.00{ FUNC. SPAC MeECHANICAL D
3.10f HOMOG AREA 30| (By Project Coordinator)
4.00| DESCRIPTION ROT WATER GENERATOR StrAlonT
4.20 | ASB TYPE/PERCNT] -o - AM, CHR, CRO, TR, AC, ANT
5.00] MTL @ s ™
5.10| MTL ID BWe S (See Suspect Material Descriptor List)
6.00] MTL QTY —
6.10| (BLANK) LF ) SF  EA
7.00] FRI @ N
8.00] MTL DMG 1-10% 10-25% 25-50%  >50%
9.00[ MTL EXT DMG D L
10.00| MTL DMG TYPE P W DT
11.00| DMG DESC s M L
12.00| MTL ACC AH  am CALD |
13.00] MTL CONT H m (D
14.00| MTL IFLVIB H @ L
15.00| AIR EROSN H M D
16.00] RATG (G) F P
17.00] INSP BEP/AAL {Inspector's Initials)
18.00| DATE 09-13-95
19.00| COMMENTS Located throyghoot Mechanical Boomm
19.10|] CNTRL OPT REC Repair Remove Part Remove Encap Enclose O&M
19.20| CNTRL OPT PROC FulCont  SecEcl  GvBag  GOND
19.30! CONTI OPT PERS Maint Ahate Contr

Inspectors RAC:

BULK SAMPLE #_{396

BULK SAMPLE LOCATION:

5

Koom 57_4/ Onitdt PY7-/3

SEPTEMBER 1995

F-320




Asbestos Audit - NM0024ZZ

.Entry#
0.05| GSABLDG# _____ NM0024ZZ
1.00| DFC BLDG# Rm#| size | Pop
1.10| (BLANK)
1.50| FL BASEMENT
1.60{ INT/EXT @ OR E
2.00] RM # S24
2.10| POPUL [
3.00{ FUNC. SPAC MECHANICAL #
3.10| HOMOG AREA ___ 202 (By Project Coordinator)
4.00{ DESCRIPTION HoT WATER (-ENERATOR EITTING
4.20| ASB TYPE/PERCNT] o AM, CHR, CRO, TR, AC, ANT
5.00] MTL G s ™
5.10f MTLID HWE F (See Suspect Material Descriptor List)
6.00{ MTL QTY —
6.10| (BLANK) LF  SF
7.00] FRI @) N
8.00] MTL DMG C0R) 1-10% 10-25% 25-50% >50%
9.00] MTL EXT DMG D L
10.00| MTL DMG TYPE p W DT
11.00] DMG DESC s M L
12.00| MTLACC AH  AM !
13.00| MTL CONT oo om ()
14.00| MTL IFL VIB H M (O
15.00] AIR EROSN H m D)
16.00| RATG G F P
17.00f INSP BEP/AAL {Inspector's Initials)
18.00] DATE 09-13-95
19.00{ COMMENTS JAXB_‘LED__‘G& RIC 00
13.10] CNTRL CPT REC spalr TV Fart Remcie Endlose caM
19.20| CNTRL OPT PROC FulCont  SecEcil  GivBag -
19.301 CONTL OPT PERS Maint Abate Contr

Inspectors RAC:

BULK SAMPLE #_144B

BULK SAMPLE LOCATION:

5

Room S24 /Unit=n pyr-G

SEPTEMBER 1995
~-33a/




Asbestos Audit - NM00242Z

Entry#
0.05| GSABLDG#_____ NM00247Z
1.00{ DFC BLDG# Rm#| size | Pop
1.10{ (BLANK)
1.50] FL BASEMENT
1.60| INT/EXT () or E
2.00| RM # S24-
2.10| POPUL 1
3.00] FUNC. SPAC MECHANICAL FF 3
3.10] HOMOG AREA 343 (By Project Coordinator)
4.00| DESCRIPTION POolLER. THNSULA-TON
4.20 | ASB TYPE/PERCN 15-20%  AM, CHR) CRO, TR, AC, ANT
5.00] MTL @ s wm
510} MTLID B (See Suspect Material Descriptor List)
6.00| MTL QTY 48qQ
6.10| (BLANK) LF EA
7.00| FRI @ N
8.00] MTL DMG 110% 10-25% 25-50% >50%
9.00| MTL EXT DMG D L
10.00| MTL DMG TYPE P W DT
11.00| DMG DESC s M L
12.00| MTLACC AH  AM CADy |
13.00| MTL CONT H M CD
14.00{ MTL IFLVIB H MDD L
15.00{ AIR EROSN H M O
16.00] RATG G F P
17.00] INSP BEP/AAL (Inspector's Initials)
18.00| DATE 09-13-95
19.00| COMMENTS Locoded -woyghe o Mechanion)  Room.
19.10| CNTRL OPT REC Repar ~ Remove  PatRemove  Encap  Enclose
19.20| CNTRL OPT PROC FulCont  SecEcnl  GivBag
12,300 CONTL OPTPERS | (Wiain) _Abate Contr

Inspectors RAC:

BULK SAMPLE #

BULK SAMPLE LOCATION: _ROQm S24 ( OPpiT 4% Pyr-04-

178

A

SEPTEMBER 1995

F-32a




Asbestos Audit - NM00242Z

Entry#
0.05| GSABLDG#_____ NM00247Z
1.00| OFC BLDG# Rm#]| size | Pop
1.10| (BLANK)
1.50| FL BASEMENT
1.80| INT/EXT (L) o= E
2.00) RM # S24
2.10| POPUL {
3.00| FUNC. SPAC MeEcHANICAL S 3B
3.10{ HOMOG AREA 243 (By Project Coordinator)
4.00| DESCRIPTION PoiLe R TrasuLaTIoN
4.20 | ASB TYPE/PERCNT - - AM, CHR, CRO, TR, AC, ANT
5.00] MTL G s ™
5.10f MTLID BT (See Suspect Material Descriptor List)
6.00| MTL QTY —
6.10| (BLANK) LF (GF) EA
7.00| FRI @) N
8.00| MTL DMG 1-10% 10-25% 25-50% >50%
5.00| MTL EXT DMG D L
10.00] MTL DMG TYPE P w DT
11.00] DMG DESC s M L
12.00| MTLACC A am CAY i
13.00| MTL CONT H Mm Q@
14.00| MTL IFLVIB H QD L
15.00| AIR EROSN H Mm O
16.00| RATG & r P
17.00] INSP BER/AAL (Inspector's Initials)
18 00| DATE 09-13-5
12.00| COMMENTS Located, _“livroggbogj: Mechanie) Roomn
15.10| CNTRL OPT REC Repair Remove Part Remove Encap Enclose O&M
1920/ CNTAL OPT PROC FulCont  SecEcnl  GivBag
18301 CONTIL OPT PERS Maint Abate Contr

Inspectors RAC:

BULK SAMPLE #_ {208
BULK SAMPLE LOCATION: _Reom 524—/ Boileyr % 2 =

SEPTEMBER 1995
~-3a23




Asbestos Audit - NM0024ZZ

Entry#
0.05| GSABLDG# NM002477
1.00| DFC BLDG# Rm#] size | Pop
1.10| (BLANK)
1.50] FL BASEMENT
1.60| INT/EXT (L) or E
2.00| RM # S24
2.10| POPUL |
3.00] FUNC. SPAC MECANICAL X B
3.10{ HOMOG AREA 343 (By Project Coordinator)
4.00| DESCRIPTION BolLer TITRMVLATION
4.20| ASB TYPE/PERCNT] - - AM, CHR, CRO, TR, AC, ANT
5.00] MTL G s m
5.10| MTLID BT (See Suspect Material Descriptor List)
6.00] MTL QTY I
6.10| (BLANK) Ltk CSF) EA
7.00| FRI @) N
8.00| MTL DMG 1-10% 10-25% 25-50% >50%
9.00| MTL EXT DMG D L
10.00] MTL DMG TYPE P w DT
11.00] DMG DESC s M L
12.00| MTL ACC AH aM @& 1
13.00] MTL CONT H m Q@
14.00{ MTL IFLVIB H anN L
15.00| AIR EROSN H M QO
16.00] RATG @ F P
17.00| INSP BEP/AAL (Inspector's Initials)
18.00| DATE 09-13-95
19.00| COMMENTS _M;_%%bmmm@_.i Loom.
18.10] CNTRL OPT REC Repair Remove Part Remove Encap Enclose 0&M
19.20| CNTRL OPT PROC FulCont  SecEcnl  GivBag
19.30! CONTL OPT PERS Maint Abate Contr

Inspectors RAC:

BULK SAMPLE #__{Z2\®&

5

BULK SAMPLE LOCATION: _éo_qm_m_/_jm leyH 2

F-3a¢

SEPTEMBER 1995




Asbestos Audit - NM00242ZZ

Entry#
0.05/ GSABLDG# NM00247Z
1.00| DFC BLDG# Rm#| size | Pop
1.10| (BLANK)
1.50| FL BASEMENT
1.60| INT/EXT (L) or E
2.00] RM # S24
2.10{ POPUL i
3.00| FUNC. SPAC MECHANICAL F 3
3.10| HOMOG AREA 343 (By Preject Coordinator)
4.00| DESCRIPTION BOILER. TINSOLATION .
4.20| ASB TYPE/PERCNT] - D - AM, CHR, CRO, TR, AC, ANT
5.00] MTL ) s wm
5.10] MTLID L (See Suspect Material Descriptor List)
8.00] MTL QTY S
5.10] (BLANK) L CSF) EA
7.00| FRI N
8.00| MTL DMG 1-10% 10-25% 25-50% >50%
S.00| MTL EXT DMG L

10.00} MTLDMG TYPE

11.00| DMG DESC

12.00| MTLACC

13.00| MTL CONT

14.00) MTL IFLVIB

13.00| AIR EROSN

18.00] RATG

©)

17.00] INSP

12.00) DATE

15.00] COMMENTS
S

W
M

H

I
m >
g@"s‘-
a
“O-OB- 3

BEP/AAL
09-13-85

[ocared Huwagheot Mechanin) @oom,

{Inspector's Initials)

15.10} CNTRL OPT REC Repair Remove Part Remove Encap Enclose O&M
12.20] CNTRL OPT PRQOC Full Caont Sec Ecnl Glv Bag
12,301 CONTI QPT PERS Maint Abata Contr

Inspectors RAC:
BULK SAMPLE #__|228B
BULK SAMPLE LOCATION: _Room 524 / Boiler 4t 4 5

SEPTEMBER 1895
- 325




Asbestos Audit - NM00242Z

Entry#
0.05| GSABLDG#_____ NM00247Z
1.00| DFC BLDG# Rm#| size | Pop
1.10| (BLANK)
1.50{ FL BASEMENT
1.60{ INT/EXT @ OR E
2.00] RM # S24
2.10| POPUL i
3.00f FUNC. SPAC MECHANICAL I 3
3.10| HOMOG AREA 451 (By Project Coardinator)
4.00| DESCRIPTION BolLeRk BREECHING, . -
4.20| ASB TYPE/PERCNT] 15-20% AM, CRO, TR, AC, ANT
5.00] MTL G s m
5.10] MTLID BB. (See Suspect Material Descriptor List)
6.00] MTL QTY 1251.5
6.10] (BLANK) Lk (SF) EA
7.00] FRI @) N
8.00| MTL DMG 1-10% 10-25% 25-50% >50%
9.00| MTL EXT DMG D L
10.00[ MTL DMG TYPE P W DT
11.00] DMG DESC s M L
12.00| MTLACC AH  AM |
13.00| MTL CONT H M O
14.00| MTL IFL VIB H (M L
15.00{ AIR EROSN H M O
16.00| RATG (6> F P
17.007 INSP BEP/AAL (Inspector's Initials)
18.00| DATE 09-13-95
19.00| COMMENTS _Lsx.cg\id,_"f_\'\io%b_stf_mmpx_ \ _Rooon
19.10] CNTRL OPT REC Repair Remove Part Remove Enclose @
19.20| CNTRL OPT PROC FulCont  SecEcnl  GivBag
19.30] CONTI OPT PERS @ Abate Cantr

Inspectors RAC:

BULK SAMPLE # e
BULK SAMPLE LOCATION: Or -0 4—

SEPTEMBER 1995
~ ~32¢




Asbestos Audit - NM0024ZZ

Entry#

0.05| GSABLDG# NM00247Z
1.00{ DFC BLDG# BRm#| size | Pop
1.10] (BLANK)
1.50) FL BAREMENT
1.60| INT/EXT @ or E
2.00| RM # S24a
2.10] POPUL |
3.00] FUNC. SPAC MECHANAL D
3.10| HOMOG AREA AS (By Project Coordinator)
4.00{ DESCRIPTION _BPolLER. Fepp FOTINGS
420| ASBTYPEPERCNT  _T-10%  AM, CHRD CRO, TR, AC, ANT
5.00] MTL G> s M
5.10| MTLID B¥EF (See Suspect Material Descriptor List)
8.00| MTL QTY Sz
6.10| (BLANK) LF  SF
7.00{ FRI (F) N
8.00] MTL DMG 1-10% 10-25% 25-50% >50%
9.00] MTL EXT DMG D L
10.00| MTL DMG TYPE P W DT
11.00| DMG DESC S M L
12.00 | MTL ACC AH am CAD |
13.00| MTL CONT H m O
14.00] MTL IFL VIB H @M L
15.00| AIR EROSN H M D
16.00| RATG @) F P
17.00] INSP BEP/AAL (Inspector's Initials)
18.00| DATE 09-13-95
15.00| COMMENTS Located throvghaort Mechanicm) Rm.
19.10] CNTRL OPT REC Repar  Remove  PatRemove Encap  Endose (OZM)
19.20| CNTRL OPT PROC FulCont ~ SecEcl  GlvBag :
19.30] CONTL OPTPERS | ¢ Maint ) Abate Contr
Maint

BULK SAMPLE #

116B

BULK SAMPLE LOCATION: _R00M _ S24- /ONm 4E-PyT-0%

F-32%

Inspectors RAC:

4-

SEPTEMBER 1995




Asbestos Audit - NM00242Z

Entry#
0.05| GSABLDG# NM0024ZZ
1.00| DFC BLDG# Rm#| size | Pop
1.10| (BLANK)
1.50] FL BASEMENT
1.60| INT/EXT () o’ E
2.00| RM # S24-
2.10| POPUL {
3.00{ FUNC. SPAC MECHANICAL I B
3.10| HOMOG AREA 4571 (By Project Coordinator)
4.00| DESCRIPTION PoLLER TEED STEMmedT
4.20 | ASB TYPE/PERCNT] - - AM, CHR, CRO, TR, AC, ANT
5.00] MTL Q) s wm
510 MTLID BFEsS (See Suspect Material Descriptor List)
6.00 MTL QTY N
6.10| (BLANK) SF  EA
7.00] FRI &) N
8.00] MTL DMG 1-10% 10-25% 25-50% >50%
9.00| MTL EXT DMG D L
10.00] MTL DMG TYPE P W DT
11.00] DMG DESC s M L
12.00| MTL ACC AH  AM
13.00{ MTL CONT H M CD
14.00| MTL IFLVIB H (M) L
15.00| AIR EROSN H m (O
16.00| RATG Gy F P
17.00{ INSP BEP/AAL (Inspector’s Initials)
18.00| DATE 09-13-95
19.00{ COMMENTS _Lﬁ.fg&d_*&m;gb_\mmmm__i m_
19.10{ CNTRL OPT REC Repair Remove Part Remove 0
19.20| CNTRL OPT PROC FulCont  SecEecnl  GivBag
19.30! CONTL OPT PERS Maint Abate Contr

Inspectors RAC:

BULK SAMPLE #__ 1\9 8B
BULK SAMPLE LOCATION: 2 \ - S

/F- 328
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ASBESTOS AUDIT - NM00242Z

ASBESTOS CONTAINING MATERIAL ASSESSMENT FORMS

This SUB-APPENDIX contains the Asbestos Containing Material Assessment Forms which
describe the location, quantity, and condition of suspect ACM Homogeneous Areas positively
identified as asbestos containing.

Homogeneous Area Codes Page No. Functional Spz: - “ndex

Office

Storage

Corridor
Conference Room
Library

10 Computer Room
11 Telephone Closet
13 Break Room

18 Shop

19 Lobby

20 Entrance

23 Mail Room

21 9"x9" Vinyl Floor Tile F-330-F-757

© NN~

28 Vault
44 Clinic
48 Firing Range
24 Black Mastic beneath1'x1' Floor Tile F-758-F-764 4 Restroom
(Tan) 20 Entrance
25 Black Mastic beneath1'x1’ Floor Tile F-765-F-768 ] Janitors Closet

(White w/Black Scuff Marks)

26 Black Mastic beneath 1'x1' Floor Tile F-769-F-770 4 Restroom
(Beige w/Tan, Gray Streaks)

SEPTEMBER, 1995
F-324




Miscellaneous Asbestos-Containing Material Assessment Form -

Building: FEDERAL BUILDING GSA Bidg. No.__ NM0024Z7.
Address; _517 GOLD, ALBUQUERQUE, NEW MEXICO
Area: HA3a23 Date of Assessment; ?- 13- P
Homogeneous Area No.: 21 Funcidonal Space No.:
(Note: A separate assessment form will e completed for sach type of misceilaneous ACM)
Type of Miscellaneous ACM: v~ ___ Floor Tile - Ceiling Tile
(Atached separate sheels —
f more than one type.) (O Mastic Roofing Felt
Extension Panels Shingles

Clapboard Millboard

AsbestosCement Wallcovering

Piping

Sheet Goods Cther:

Paints & Coatings
Total Amount ACM: 40 s Linear Feet Square Feet __L—

Arsa of Damaged ACM__p1_ /4 Linear Feet Square Feet

Astestos Known? _ L~ Type: 4 &&‘5 prz/&e Percentage: 3 -5 370 Asbestos Assumed?

Locations: Office Mechanical Area Lobby
Conference Room Hallway Cafeteria
Garage Reot

v~ Cther (specify) .57'DM§ &

Cendition of ACM: :
Physical Damage/Detericration: Major Minor v None
Water Damage/Deterioration: Major Minor v Nene
Friability of Damaged Area: Major Minor -/ None
Potential for Future Damage, Disturbance, or Ercsion:
Accessibility: High Moderate L~ Low
Activity & Movement: High Maderate T low
Chanéé in Building Use: Scheduled Possible [ None
Vibration: High Moderate T low

Air Plenum: v Yes No

Cormmens: MAasTio 0 ATANS 23-ST CHRYSoTLE AsAisTas

Assassor: BER/AAL Date Report Completed: 1031805

Signed: Date:
(Facility Asbestos Control Manager)

F-330




Miscellaneous Asbestos-Containing Material Assessment Form

‘ Building: FEDERAL BUILDING GSA Bidg. No._NM0024ZZ
Address;__517 GOLD, ALBUQUERQUE, NEW MEXICO
Area: A 3o 2 Date of Assessment; 9 43P
Homogeneous AreaNo..___ o2 ! Functional Space No.: 1
(Note: A separate assessment form will be completed for each type of miscellaneous ACM)
Type of Miscellaneous ACM: " Floor Tile Ceiling Tile
(Attached separate sheets
if more than one type.) v Mastic Roofing Felt

Extension Panels Shingles

Clapboard Millboard
AsbestosCement ____ ~~ Walicovering
Piping
Sheet Goods Other:
Paints & Coatings
Total Amount ACM:___. /e Z Linear Feet Square Feet __L—
Arsa of Damaged ACM__z_ /4 Linear Feet Square Feet
Asbestos Known? __L~" Type: 4 Lﬂ"ié pI7/& Percentage: 3-S5~ 70 Asbestos Assumed?
Locations: Office Mechanical Area Lobby
Conference Room Haliway Cafeteria
Garage Roof
. L~ Cther (specify) /_»;._(' ;’LS K/‘\’I‘l/gé
B Condition of ACM:
Physical Damage/Deterioration: Major ) Minor o None
Water DamageDeterioration: Major Minor v None
Friability of Damaged Area: Maijor Minor / Nene

Potential for Future Damage, Disturbance, or Erosion:

Accessibility: High Moderate L low
Activity & Movement: High Moderate “ Low
Change in Building Use: Scheduled Possible v~ None
Vibration: High Moderate v low
Air Plenum: Yes et No

Comments: _MAasTic ConTAAS 3-ST CHRYSoTle AsAissias

Assessor: BEP/AAL Date Report Completed: 10/31/85

Signed: Date:

(Facility Asbestos Control Manager)

F-33;




Misceilanaous Asbestos-Containing Material Assessment Form

Buikding: FEDERAL BUILDING GSA 8dg. No.__NM00242Z

Address._ 517 GOLD, ALBUQUERQUE, NEW MEXICO

Area: é &b ) Date of Assessment; Z- 13 P
Homogeneous Area No. o2/ Funcdonal Space No.: 74

(Nate: A saparate ment form will e completed for aach type cf miscellaneous ACM)

Tvpe of Misceilaneous ACM: (el Floor Tile Ceiiing Tile

(Azached separate sheets

if mora than one type.) v Mastic Raoofing Felt

Extensicn Panels Shingles

Clapboard Y— _ Miliboard
AstestosCement ___~ Wallecovering
Piping
Sheet Goods QOther:
Paints & Coatings
Total Amount ACM:___ . l ? e Linear Feet Square Feet __ L—
Area of Damaged ACM__p_ /4 Linear Feet Square Feet
Aspestos Known? __ L~ Type: a &1&,{ Spr7/& Percentage: _3~S 70 Asbestos Assumed?
Locations: Office Mechanical Arsa Lobby '
Confarence Rcom Hailway Cafetera
Garage Feof

— o~ Otner(specty)_Tetaeuone CleseT

Cendition cf ACM:
Physicai Damage/Ceterioration: Major Minor - Nene
Water Damage/Deterioration: Major Minor v None
Friability of Damaged Area: Major Minor / Nene
Petential for Future Camage, Disturbance, or Erosion:
Accessibility: High Moderate | P Low
Activity & Movement: High Moderate el Low
Change in Building Use: Scheduled Possible vl None
Vibration: High Moderate [ Low
Air Plenum: Yes v N

comments: _MAasTie  ConTAAS -5 CHRvSsTle Asdisrmas

Assassor: BEP/AAL Date Report Completed: 10/31/85

Signed: Date:
(Faciiity Asbestos Controi Manager)

F-332




Miscellaneous Asbestos-Containing Material Assessment Form

Building: FEDERAL BUILDING GSA Bidg. No.__NM0Q247Z
Address:__ 517 GOLD, ALBUQUERQUE, NEW MEXICO
Area: /OO0, Date of Assessment: 9. 1395
Homogeneous AreaNo..____ o2 ! Functional Space No.: yi
(Note: A separate assessment form will be completed for each type of miscellaneous ACM)
Type of Miscellanecus ACM: ___ " Floor Tile ___ ceilingTie
(Attached separate sheets
# more than one type.) [ Mastic ___ Boofing Fett
ExtensionPanels ______ _ Shingles
Clapboard - Miliboard
AsbestosCement _ Wallcovering
Piping
Sheet Goods Cther:
Paints & Coatings
Total Amount ACM:___.2 O ¢ Linear Feet Square Feet __L—
Area of Damaged ACM__)_ /4 Linear Feet Square Feet
Asbestos Known? _ -~ Type: CHAYS pI7/E Percentage: 3 ~S~ 70 Asbestos Assumed?
Locations: T Office Mechanicai Area Lobby
Conference Room Hallway Cafeteria
Garage Roof
Other (specify)
Condition of ACM:
Physicai Damage/Deterioration: Major Minor [ None
Water Damage/Deterioration: Major Minor vd None
Friability of Damaged Area: Major Minor / None
Potential for Future Damage, Oisturbance, or Erosion:
Accessibility: High Moderate L~ Low
Activity & Movement: High Moderate o Low
Change in Building Use: Scheduled Bossible ~ None
Vibration: High Moderate T Low
Air Plenum; " Yes No

Commens: _MAsTie  ConTAAS 3-S°% CHRySoTile AsAisras

A o BEP/AAL Date Report Completed: 10/31/85

Signed: Date:

(Faciiity Asbestos Control Manager)

F-333




Miscellanaous Asbestos-Containing Material Assessment Form

Building: FEDERAL BUILDING GSA B8idg. No._NM0g24ZZ

Address:_517 GOLD, ALBUQUERQUE NEW MEXICO

Area: [ oof Date of Assessment; ?- 13- P
Homogenecus Area No.; o2 Functional Space No.: l

(Note: A separate assessment form will be completed for each type of miscellaneous ACM)

Type of Miscellaneous ACM: v~ Floor Tile Cailing Tile

(Attached separate sheets

if more than cne type.) L~ Mastic Roofing Felt

Extension Panels Shingles

Ciapboard Millbcard
Asbestos/Cement Wallcovering
Riping
Sheet Goods Qther
Paints & Coatings
Total Amount ACM:___. / ?0 Linear Feet Square Feet ___L—

Area of Damaged ACM__p]_ /4 Linear Feet Square Feet

Asbestos Knewn? __L~" Type: c M‘S pI7/E Percentage: 2 =S~ 70 Asbestos Assumed?

Locatons: . Office Mechanical Area Lobby
Conference Room Hallway Cafeteria
Garage Rocf
Other (specify)
Condition of ACM:
Physicai Damage/Ceterioration: Major Minor o None
Water Damage/Deterioration: Major Minor “ None
Friability of Camaged Area: Major Minor / Nane
Potential for Future Damage, Disturbance, or Erosion:
Accessibility: High Moderate L~ Low
Activity & Movement: High Moderate — Low
Change in Building Use: Scheduled Bossible L—"__ Nore
Vibration: High Moderate v low

Air Plenum: |~ Yes No

commens: M AsTio. ConTANAS 2-ST CHR Y SoTile AsAisas

Assessor: BEP/AAL Date Report Completed:

1031/85

Signed: Date:
(Facility Asbestos Contral Manager)

/- 334




Miscellaneous Asbestos-Containing Material Assessment Form

Buikding; FEDERAL BUILDING GSA Bidg. No.__ NM0024ZZ

Address: _ 517 GOLD, ALBUQUERQUE, NEW MEXICO

Area: 010/ Date of Assessment; 9- 13- 25
Homogeneous Area No.___ o2/ Functional Space No.;

(Note: A separate assessment form will be completed for each type of miscellaneous ACM)

Type of Miscellaneous ACM: (O Floor Tile Ceiling Tile

(Attached separate sheets -

if more than one type.) + Mastic Roofing Felt

Extension Paneis Shingles

Clapboard Millboard
AsbestosCement Wallcovering
Piping

Sheet Goods Cther:

Paints & Coatings

Total Amount ACM: 4— 5 [} Linear Feet Square Feet ___L—
Area of Damaged ACM__p]. /4 Linear Feet Square Feet

Asbestos Known? __L~" : Type: e Zﬁﬁ‘S 077/ & Percentage: LS_'_?? Asbestos Assumed?
Locations: L~ Office Mechanical Area Lobby
Conference Room Hallway . Cadfeteria
Garage Roof
Other (specify)
Condition of ACM:
Physical Damage/Deterioration; Maijor Minor !/ None
Water Damage/Deterioration: Major Minor o None
Friability of Damaged Area: Major Minor \/ None
Potential for Future Damage, Disturbance, or Erosion:
Accessibility: High Moderate — Low
Activity & Movement: High Moderate —  low
Change in Building Use: Scheduled Possible e None
Vibration: High Moderate ll Low
Air Plenum: 7 VYes No

Comments: _MAasTic ConTAAS 2-STh CHRVSoTile AsAiS570S

Assessor: BEP/AAL Date Report Completed: 103195

Signed: Date:

(Facility Asbestos Control Manager)

F-335




Misceilanacus Asbestos-Cantaining Material Assessment Form .

GSA Bidg. No.__NM00247Z

Building: FEDERAL BUILDING
Adcress:__ 517 GOLD ALBUQUERQUE, NEW MEXICO

Area: 1.2 ¢ Date of Assessment; Z- 13- P
Homogeneous Area No.___ o2/ Functional Space No.: /
(Note: A separate assessmeant form will e campleted for each type of misceilaneous ACM)
Type of Miscellaneous ACM: (Ve Fioor Tile Cailing Tile
(Attached separate sheets
if more than one type.) — Mastic Roofing Felt
ExtensionPanels _________ Shingles
Clapboard Millboard
Astestos/Cement Wallcovering
Piping
Sheet Goods Cther:
e Paints & Coatings
Total Amount ACM; 4/ SO Linear Feet Square Feet __L—

Area of Damaged ACM_ 1 /4 Linear Feet Square Feet

Astestos Known? __ L~~~ Type: e &ﬁi eI /& Percentage: 3 =S~ 70 Astestos Assumed?

Lecations: L~ Office Mechanical Area Lobby
Conference Rcom Hallway Cafeteria
Garage Reof
Cther (specify)
Condttion cf ACM:
Physical Damage/Deterioraticn: Major Minor v Neone
Water Damage/Deterioraticn: Major Minor yd Nene
Friability of Damaged Area: Maijor Minor / None
Potential for Future Damage, Disturbance, or Erosion:
Accessibility: High Maderate L Low
Activity & Movement: High Maoderate el Low
Change in Building Use: Scheduled Possible “ Nene
Meoderate e Low

Vibration: High
Air Plenum: [ Yes Na

Comments: MA:ST!Q_ ConTAAS 3-S5, CHRySoTile AsAisSTas

BEP/AAL Date Repornt Completed: 103185

Assessor:

Signed: Date:
(Facility Asbestos Control Manager)

~-33¢




Miscellaneous Asbestos-Containing Material Assessment Form

Building: FEDERAL BUILDING GSA Bidg. No._NM00242Z
Address;__ 517 GOLD, ALBUQUERQUE NEW MEXICO )
Area: Sl <k Date of Assessment; ?- 13- 25
Homogenecus Area No.. 2! Functional Space No.. /
(Note: A separate assessment form will be completed for each type of miscellaneous ACM)
Type of Miscellaneous ACM: [Vl Floor Tile Ceiling Tile
(Atached separate sheets
if more than one type.) {— Mastic Roofing Fe}t
Extension Panels Shingles
Clapboard Millboard
Asbestos/Cement Wallcovering
Piping
Sheet Goods Cther:
Paints & Coatings

Total Amount ACM: ,5;5 L Linear Feet Square Feet __L—
Area of Damaged ACM_1_ /4 Linear Feet Square Feet

Asbestos Known? __ L~ Type: _CHASSor/Ee Percentage: _;3‘_5'% Asbestos Assumed?
Locations: [P Office MechanicalArea __  Lobby
Conference Room Hallway —__Cafeteria
Garage Roof
Cther (specify)
Condition of ACM:
Physical Damage/Deteriaration: Major Minor e None
Water Damage/Deterioration: Major Minor v Nene
Friability of Damaged Area: Major Minor / Nene
Potential for Future Damage, Disturbance, or Erosion:
Accessibility: High Moaderate — Low
Lo
Activity & Movement: High Moderate Low
Change in Building Use: Scheduted Possible el None
Vibration: High Moderate W Low
Air Plenum: L7 ves No

comments: _MAasTie. ConTAMS 3-STh CHR Y SoTile Asdisras

Assessor: BEP/AAL Date Report Completed: 10/31/95

Signed: Date:

(Facility Asbestos Control Manager)

~-33%




Miscellanaous Asbestos-Cantaining Material Assessment Form ’

Buikting: FEDERAL BUILDING GSA Bidg. No. _NM0Q24ZZ
Address:__517 GOLD, ALBUQUERQUE, NEW MEXICO
Area: S22 Date of Assessment; D)3 P
&cé?eca:ginse:puasr:t‘:isr\gs:smenﬁ(m will e completed for each ng??%rglgﬁﬁg gé:M) /
Type of Miscellanecus ACM: (o Floor Tile — Ceiling Tile
(Attached separate sheets T
if more than one type.) L Mastic Hoofing Felt
Extensicn Fansis Zhingles
Clapboard Millboard
AsbestosCament Walilcovering
Piping
Sheet Goods Cther:
Paints & Coatings
Totat Amount ACM:___. /£ L2 Linéar Feet Square Feet __L—
Area of Damaged ACM:_z)_ /4 Linear Feet Square Feet
Asbestes Known? _ L~" Type: a M‘S prr7/& Percentage: _3~S" 70 Asbestos Assumed?
Locations: " _ Oiffice Mechanical Area Lobby
Conference Reom Hallway Cafeteria
Garage Roof
Cther (specify)
Condition of ACM:
Physical Damage/Detericration: Major Minar el Nene
Water Damage/Deterioration: Major Minor vd None
Friability of Damaged Area: Major Minor / Nene
Potential for Future Damage, Disturbance, or Erosion:
Accessibiiity: High Moderate — tow
Activity & Movement: High Moderate — Low
Change in Building Use: Scheduled Possible — None
Vibration: High Moderate [l Low
Air Plenum: ——Yes No

commens: _/AasTic ConTAAs 3-S5 CHRySoTile  Asdisras

Assassor BEP/AAL Date Report Completed: 103195

Signed: Date:

(Faciiity Asbestos Control Manager)

/== 3358




Miscellaneous Asbestos-Containing Material Assessment Form

Building: FEDERAL BUILDING GSA Bidg. No.__NM0024ZZ

Address._ 517 GOLD, ALBUQUERQUE, NEW MEXICO

Area: /02 & Date of Assessment; ?- 13- P
Homogeneous Area No..___ o2/ Functional Space No.:

(Note: A separate assessment form will be compieted for each type of miscellanecus ACM)

Type of Miscellaneous ACM: (Pl Floor Tile Ceiling Tile

(Attached separate sheets

if more than one type.) Mastic Roofing Feft

Extension Panels Shingles

Clapboard - Millboard
AsbestosCement ____ Wallcovering
Piping
Sheet Goods Other:
Paints & Coatings
Total Amount ACM:__. / X [» Linear Feet SquareFeet _ L——
Area of Damaged ACM__z. /4 Linear Feet Square Feet
Asbestos Known? __ L~ Type: c &_ﬂ_i‘s pr7/&E Percentage: 3~S~ ?o Asbestos Assumed?
Locations: " Office Mechanical Area Lobby
Conference Room Haltway Cafeteria
Garage Roof
Other (specify)
Condition of ACM:
Physical Damage/Deterioration: Major Minor v None
Water Damage/Deterioration: Major Minor v None
Friability of Damaged Area: Major — Minor \/ Nona
Potential for Future Damage, Disturbance, or Erosion:
Accessibility: High Moderate - Low
Activity & Movement: High Moderate el Low
Change in Building Use: Scheduled Bossible “ None
Vibration: High Moderate T low
Air Plenum: " Yes No

Comments: _AsTic ConTAns 3-5°Z CHRySorile Asbdisras

Assessor: BEP/AAL Date Report Completed: 103105

Signed: Date:

(Facility Asbestos Control Manager)

F-339




Miscellanacus Asbestos-Containing Material Assessment Form -

Builkding: FEDERAL BUILDING GSA Bidg. No._NM002422

Adcress;_ 517 GOLD, ALBUQUERQUE NEW MEXICO

Area: /0 2 Date of Assessment; D- 43 P
Homogeneous AreaNo.___ o2 ( Functional Space Na.: / v
(Note: A separate ment form wiil be complated for each type of miscellaneous ACM)

Tygpe of Miscellanecus ACM: vl Floor Tile Ceiling Tile

(Azached separate sheets

if more than cne type.) " Mastic Roofing Feit

Extension Panels Shingles

Clapboard Millboard
Asbestos/Cement Wailcovering
Piping
Sheet Goods Cther:
Paints & Coatings
Total Amount ACM:___. 4 D2 Linear Feet Square Feet _l—
Area of Damaged ACM__p_ /4 Linear Feet Squaras Feet
Asgestos Known? L~ Type: CHASSo 7/ Percentage: 3 ~S~ 70 Asbestos Assumed?
Locations: |l Office Mechanical Area Lobby
Conference Room Hallway Cafeteria
Garage Recf
Cther {specify)

Ccndition of ACM:

Physical Damage/Deterioration: Major Minor - None
Water Damage/Deterioration: Majer Minor v Nene
Friability of Damaged Area: Major Minor / None
Petential for Future Damage, Disturbance, or Ercsicn:

Accessibility: High Moderate __ Low
Activity & Maovement: High Moderate - Low
Change in Building Use: Scheduled Possible il Neone
Vibration: High Moderata et Low
Air Plenum: L Yes No

commens: _MMAasTie ConTAAS R-S7 CHRYSoTile AsAisras

Assessor: BEP/AAL Date Report Completed: 103195

Signed: Date:

(Facility Asbestos Control Manager)

[~ Boo




Miscellaneous Asbestos-Containing Material Assessment Form

Building: FEDERAL BUILDING GSA Bidg. No.__NM0024ZZ
Address.__ 517 GOLD, ALBUQUERQUE, NEW MEXICO
Area: /0 é Date of Assessment; P 13- P
E*\Joé?:g inse:;asr:t‘:a No.:Tﬂ_?fc‘n{m wiil be completed for each ng?ﬁ%rglligﬁg géM) !
Type of Miscellaneous ACM: (St Floor Tile Ceailing Tile
(Attached separate sheets
if more than one type.) +—"__ Mastic Roofing Felt
ExtensionPanels _________ Shingles
Clapboard - Millboard
AsbestosCement ____  Wallcovering
Piping
Sheet Goods Other:
Paints & Coatings
Total Amount ACM___. /.5 Linear Feet Square Feet _ L—
Area of Damaged ACM__z]. /4 Linear Feet Square Feet
Asbestos Known? _ L~ Type: @&@_j,&g I7/& Percentage: _3~S~ 70 Asbestos Assumed?
Locations: — Office Mechanical Area Lobby
Conference Room Hallway Cafeteria
Garage Roof
Cther (specify)
Condition of ACM:
Physical Damage/Deterioration: Major Minor l/ None
Water Damage/Deterioration: Major Minor v None
Friability of Damaged Area: Major Minor \/ None
Potential for Future Damage, Disturbance, or Erosion:
Accessibility: High Moderate T tow
Activity & Movement: High Moderate " low
Change in Building Use: Scheduled Passible [l None
Vibration: High Moderate / Low
Air Plenum: Yes No

Commens: _MAsTic ConTAAS 3-S5 CHRYSoTile AsBizSTas

Assessor: BEP/AAL Date Report Completed: 10/31/85

Signed: Date:

(Facility Asbestos Control Manager)

F- 34/




Miscellaneous Asbestos-Containing Material Assessment Form

Building: FEDERAL BUILDING GSA Bidg. No.__NM00247Z o
Address.__517 GOLD, ALBUQUERQUE NEW MEXICO 1
Area: /L3 Date of Assessment; P13 P

=Homogenecus Area No.: 2/ Funcdonal Space No.:

(Note: A separate assessment form will be completed for each type of miscellanecus ACM)

Type of Miscellaneous ACM: vl Floor Tile Ceiling Tile

(Attached separate sheets

if more than one type.) L~ Mastic Raofing Feft

Extensicn Panels Shingles
Clapboard Millboard
Asbestos/Cement Wallcovering
Piping
Sheet Geods Cther:

Paints & Coatings

Total Amount ACM:___29 & /D Linear Feet Square Feet __ L—

Area of Damaged ACM__») /4 Linear Feet Square reet

Asbestos Known? L~ Type: _CHAY/Sorv/e Percentage: 3-S5~ 70 Asbestos Assumed?,

Locaticns: L Office Mechanical Area Lobby

Conference Room Hallway Cafeteria
Garage Raocf
Cther (specify)

Condition of ACM: '
Physical Damage/Detericration: Major Minor F/ None
Water Damage/Deterioration: Major Minor v None
Friability of Damaged Area: Major Miror / None

Potential for Future Damage, Disturbance, or Erosion:

Accessibility: High Mederate “ Low
Activity & Movement: High Moderate el Low
Change in Building Use: Scheduled Possible Wt None
Vibration: High Moderate Pl Low

Air Plenum: v~ Yes Na

Comments: _AsTic ConTAAs R-S7 CHRySoTile Asdisias

Assessor: BEP/AAL Date Report Completed: 10/31/95

Signed: Date:

(Facility Asbestos Controi Manager)

-3




Miscellaneous Asbestos-Containing Material Assessment Form

Building: FEDERAL BUILDING GSA Bidg. No.__NM002422Z

Address._ 517 GOLD, ALBUQUERQUE, NEW MEXICO

Area: /A2E Date of Assessment; 9. 139
Homogeneous Area No.: 2! Funcdonal Space No.: /

(Note: A saparate assessment form wiili e compieted for each type of miscellaneous ACM)

Type of Miscellaneous ACM: " Floor Tile Cailing Tile

Atzached separate sheets

if more than one type.) l/ Mastic Roofing Feit

Extension Panels Shingles

Ciapboard Millboard
Asbestos/Cement Wallcovering
Piping

Sheet Goads Cther:

Paints & Coatings

Total Amount ACM: 235’ Q Linear Feet Square Feet __ L—

Area of Damaged ACM__p1 /4 Linear Feet Square Feet

Asbestos Known? __ -~ Type: [ &ﬁ Spl7/& Percentage: . 3~S~ \70 Asbestos Assumed?

Locations: .~ _Office MechanicalArea ___  lobby
Conferanca Rcom Hallway —____Cafeteria
Garage Rocf
Qther (specify)
Caondition of ACM:
Physical Damage/Deterioration: Major Minor - None
Water Damage/Deterioration: Major Minor e Nene
Friability of Damaged Area: Major Minor \/ None
Potential for Future Damage, Disturbance, or Erosion:
Accessibiiity: High Moderate L— tow
Activity & Movement: High Meoderate A Low
Change in Building Use: Scheduled Possible et None
Vibration: High Moderate —_— Low
Air Plenum: T Yes No

»

Comments: M/-}—.STtL ConTANS -5, CHRvSaTilE AsAsEsTos

Assassor: BEPR/AAL Date Report Completed: 103195

Sigred: Date:

(Facility Asbestos Control Manager)

- 3¥3




Miscellaneous Asbestos-Containing Material Assessment Form

GSA Bldg. No._ NM0024ZZ

Building: FEDEBAL BUILDING
Address;_ 517 GOLD, ALBUQUERQUE, NEW MEXICO

Area: LD éé Date of Assessment; P- 13- P
Homogeneous AreaNo.___ o2/ Functional Space No.:
(Note: A separate assessment form will be completed for each type of miscellanecus ACM)
Type of Miscellaneous ACM: " Floor Tile Ceiling Tile
(Attached separate sheets
if more than one type.) L Mastic Roofing Felt
Extension Paneis Shingles
Clapboard Millbcard
Asbestos/Cement Wallcovering
Piping
Sheet Goods Other:
Paints & Coatings
Total Amount ACM:__. /. §™ D Linear Feet Square Feet __L—
Area of Damaged ACM._ /_ /4 Linear Fest Square Feet
Asbestos Known? __ L~ Type: c [—/_ﬂ:/_,SQ I7/& Percentage: 3 ~S~ ~7D Asbestos Assumed?,
Locations: — Office Mechanical Area Lobby
Conference Room Hallway Cafeteria
Garage Roof
Cther (specify)
Condition of ACM:
Physical Damage/Deterioration: Maijor Minor - None
Water Damage/Deterioration: Major Minor v None
Friability of Damaged Area: Major Minor / None
Potential for Future Damage, Disturbance, or Erosion:
Accessibility: High Moderate L— Llow
Activity & Movement: High Moderate — Low
Change in Building Use: Scheduled Possible ~ _None
Vibration: High Moderate ~ Low
Air Plenum: L e Yes No

Comments: MA—.ST;Q_ ConTAAs 2-S°%

CHRvSoTile AsBisias

Date Report Completed:

103185

Assessor: BEP/AAL

Date:

Signed:

(Facility Asbestos Control Manager)

-4




Misceilaneous Asbestos-Containing Material Assessment Form

Building: FEDERAL BUILDING GSA Bidg. No.__NM0024ZZ

Address: 517 GOLD, ALBUQUERQUE, NEW MEXICO

Area; / 4220 Date of Assessment: D)3 P
Homogeneous Area No.; 2! Functional Space No..__ /.

(Note: A separate assessment form will be completed for each type of miscellaneous ACM)

Type of Miscellaneous ACM: [l Floor Tile Ceiling Tile

(Attached separate sheets
# more than one type.) L Mastic Roofing Felt

Extension Panels Shingles

Clapboard - Miboard
Asbestos/Cement ___  Wallcovering
Piping
Sheet Goods Cther:
Paints & Coatings
Total Amount ACM:__- . _/ S0 Linear Feet Square Feet __L—
Area of Damaged ACM,_p1. /4 Linear Feet Square Feet
Asbestos Known? __L~" Type: _CHASSoI7/E Percentage: _&% Asbestos Assumed?
Locations: [ Office Mechanical Area Lobby
Conference Room Hallway Cafeteria
Garage Roof
Cther (specify)
Condition of ACM:
Physicai Damage/Detericration: Major Minor v None
Water Damage/Deterioration: Maijor Minor v None
Friability of Damaged Area: Major Minor \/ None
Potential for Future Damage, Disturbance, or Erosion:
Accessibility: High Moderate L Low
Activity & Movement: High Moderate il Low
Change in Building Use: Scheduled Possible Y Nore
Vibration: High Moderate — low
Air Plenum: / Yes No l

Commenss: _MAsTic ConTAmMs 3-S5 CHRySoTite Asbisras

A o BER/AAL Date Report Completed: 103185

Signed: Date:

(Facility Asbestos Control Manager)

o 3dS




Miscellaneous Asbestos-Containing Material Assessment Form

Builkding: FECERAL BUILDING GSA Bidg. No.__NM0024ZZ T
Address:__517 GOLD, ALBUQUERQUE. NEW MEXICO .
Araa: / é‘/ & Date of Assessment; D43 P

=omogeneaous Area No.; o2 Funcdonal Space No.:

(Ncte: A separate nent form wiil be completed for 2ach type of miscallanecus ACM)

Type of Miscellaneous ACM: (il Floor Tile Ceiling Tile

{Azached separate sheefs s

if more than cne type.) Mastic Reciing Felt

Extensicn Panels Shingles

Clapboard Millboard
Asbestos/Cament Wallcovering
Piping
Sheet Goods Cther:
Paints & Coatings
Total Amount ACM:___. /.S Linear Feet Square Feet __ L—
Area of Damaged ACM__p /4 Linear Feet Square Feet ’
Aspestes Known? __ L~ Type: _CHALSoI7/E Percentage: _3~S~ ?a Asbestos Assumed?
Locatiens: " Office Mechanical Area Lobby
Conference Room Hallway Cafeteria
Garage - Bocf
Cther (specify)

Cendition of ACM:
Physical Camage/Deterioration: Major Miner e None
Water Damage/Daterioration: Major Miner yd None
Friability of Damaged Area; Maijor Minor / None
Potential for Future Damage, Disturbance, or Erosion:
Accessibiiity: High Maderate — Low
Activity & Movement: High Maderate el Low
Changé in Building Use: Scheduled Passible el None
Vibratidn : High Meoderate - Low
Air Plenum: / Yes No

commens: _MMAasTie ConTAAS 3-ST CHRySoTile Asdisias

Assessor: BEP/AAL Date Report Completed: 103185

Signed: Date:

(Facility Asbestos Control Manager)

F- 3¢




Miscellaneous Asbestos-Containing Material Assessment Form

Buiing: FEDERAL BUILDING GSA Bidg. No._NM00247Z

Address:_ 517 GOLD, ALBUQUERQUE, NEW MEXICO

Area: Z 44/ po B Date of Assessment; P 13- P
Homogeneous Area No..___ o2/ Functional Space No.: /

(Note: A separate assessment form will be completed for each type of miscellaneous ACM)

Type of Miscellanecus ACM: [ Floor Tile Ceiling Tile

(Attached separate sheets L - -

if more than one type.) Mastic Roofing Felt

Extension Panels Shingles

Ciapboard - _Millboard
Asbestos/Cement ___ Wallcovering
Piping
Sheet Goods Other:
Paints & Coatings
Total Amount ACM:___. ! YD) Linear Feet Square Feet ___L—
Area of Damaged ACM,_4. /4 Linear Feet Square Feet
Asbestos Known? __ L~ Type: c Lﬂry_,s pI7/& Percentage: 2 ~S~ 70 Asbestos Assumed?
Locations: — Office Mechanical Area Lobby
Conference Room Hallway Y- _Cafeteria
Garage Roof
Cther (specify)
Condition of ACM:
Physical Damage/Detericration: Major Minor l/ None
Water Damage/Deterioration: Major Minor v None
Friability of Damaged Area: Major Minor / None
Potential for Future Damage, Disturbance, or Erosion:
Accessibility: High Moderate — Low
Activity & Movement: High Moderate el Low
Change in Building Use: Scheduled Possible “ None
Vibration: High Moderate — Low
Air Plenum: \/ Yes No

Comments: MA——.S‘T:Q_ ConTANAS R-S7 CHRySoTile 147_453705

Assessor: BEP/AAL Date Report Completed: 103185

Signed: Date:

(Facility Asbestos Control Manager)

F-3¢3




Miscallaneous Asbestes-Containing Material Assessment Form

Building: FECERAL BUILDING GSA Bidg. No.__NMo024Z2 ‘
Address;_ 517 GOLD, ALBUQUERQUE, NEW MEXICO

Area: / glpf Date of Assessment; P- 13- P

Homogeneous Area No.: =2/ Funcdonal Space No.: /

(Note: A separate assessment form will e completed for @ach type of miscallaneous ACM)

Type of Misceilaneous ACM: v Floor Tile Ceiling Tile
(Attached separate sheets o
f more than one type.) Mastic Roofing Feit

Extensicn Paneis Shingles

Claptoard Millboard
Asbestos/Cement Wallcovering
Piping
Sheet Geods Cther:

Paints & Coatings

Total Amount ACM:___. /.$°¢2 Linear Feet Square Feet __ L—

Area of Damaged ACM__ /4 Linear Feet Square Feet

Asbestos Known? __ L~ Type: _CHASSprv/E Percentage: 3-S5 70 Asbestos Assumed?

Locaticns: L~ Office Mechanical Area Lobby

Conference Room Hallway Cafeteria
Garage Roof
Other (specify)

Condition of ACM: .
Physical Damage/Detericration: Major Mincr d Neone
Water Damage/Deteriaration: Major Minor vl None
Friability of Damaged Area: » Major Minor \/ None

Potential for Future Damage, Disturbance, or Erosion:

Accessibility: High Moderate " Low
Activity & Maovement: High Mcderate " Low
Changé in Building Use: Scheduled Bossible “ None
Vibratidn : High Moderate / Low
Air Plekr‘iﬁum: ‘/ Yes No

commens: M AasTic ConTAASs 2-ST CHRySoTile Asdiesas

Assessor: BEP/AAL Date Report Completed: 103185

Signed: Date:
(Facility Asbestos Contrel Managar}

/= - 348




Miscellaneous Asbestos-Containing Material Assessment Form

Building: FEDERAL BUILDING GSA Bldg. No.__ NM0Q024ZZ
Address.__ 517 GOLD ALBUQUERQUE, NEW MEXICO
Area: JSeLo P Date of Assessment; D- 13- P
Homogeneous Area No.; 21/ Functional Spaca No.. /
(Note: A separate assessment form will be compieted for each type of miscellaneous ACM)
Type of Miscellaneous ACM: (el Floor Tile Ceiling Tile
(Attached separate sheets
if more than one type.) e Mastic Roofing Feit
Extension Panels Shingles
Clapboard Millboard
Asbestos/Cement Walicovering
Piping
Sheet Goods Cther:
Paints & Coatings

Total Amount ACM:___. ZZ pub) Linear Feet Square Feet __L—
Area of Damaged ACM._4_ /4 Linear Feet Square Feet

Asbestos Known? __L-~" Tybe: c %;{.S or7/& Percentage: _3_‘_5_% Asbestos Assumed?___
lLocations: [ Office Mechanical Area Lobby
Conference Roomn Hallway _ __ Cafeteria
Garage Roof
Other (specify)
Condition of ACM:
Physical Damage/Deterioration: Major Minor F/ None
Water Damage/Deterioration: Major Minor v Nene
Friability of Damaged Area: Major Minor / None
Potential for Future Damage, Disturbance, or Erosion:
Accessibility: High Moderate L— Low
Activity & Movement: High Moderate « Low
Change in Building Use: Scheduled Possible - None
Vibration: v High Moderate il Low
Air Plenum: ‘-/Yes No

Commenss: _MAasTio. ConTAAS 2-S% CHRySoTile AsAiSins

Assessor: BEP/AAL Date Report Completed: 10/31/85

Signed: Date:

(Facility Asbestos Control Manager)

F-3«7




Miscellaneous Asbestos-Containing Material Assessment Form

Building: FEDERAL BUILDING

GSA Bldg. No._NM0024ZZ

Address:__517 GOLD, ALBUQUERQUE, NEW MEXICO
Area: / 64// Date of Assessment; F-/3 -GS
Homogeneous Area No.: 2| g . Functional Space No.:

(Note: A separate assessmenfiorm will be completed for each type of miscellaneous ACM)

Type of Miscellaneous ACM: — Floor Tile Ceiling Tile

(Atached separate sheels o ) )

if more than one type.) Mastic Roofing Felt

Extension Panels Shingles
Clapboard Millboard
Asbestos/Cement Walicovering
Piping
Sheet Goods Cther:

Paints & Coatings

Total Amount ACM: / .S- 1% Linear Feet Square Feet _ &—

Area of Damaged ACM; g:l_;z/[ 5 Linear Feet Square Feet

Asbestos Known? _t— Type: QA ARDT7 L5 Percentage: _2~S 2 Asbestos Assumed?__ (.

Locations: L Office Mechanical Area Lobby

Conference Room Hallway Cafeteria
Garage Rocf
Cther (specify)

Condition of ACM: ‘
Physical Damage/Deterioration: Major Minor el None
Water Damage/Deterioration: Major Minor - None
Friability of Damaged Area: Major Minor - None

Potential for Future Damage, Disturbance, or Erosion:

Accessibility: High Moderate — Low
Activity & Movement: High Moderate v Low
Change in Building Use: Scheduled Possible 7 None
Vibration: High Moderate / Low
Air Ple‘num: \/ Yes No

Comments: _ /YUtsT7¢, Conwtrnae

35 CHRYS - As&esSTN

Assessor: BEP/AAL

Date Report Completed: 10/31/85

Signed:

(Facility Asbestos Control Manager)

Date:

32850




Miscellaneous Asbestos-Containing Material Assessment Form

Building: FEDERAL BUILDING GSA Bidg. No.__NM0024ZZ

Address:_ 517 GOLD, ALBUQUERQUE, NEW MEXICO

Area: /%31 A Date of Assessment; ?- 13- P
Homogeneous AreaNo..____ o2/ Functional Space No..___/

(Note: A separate assessment form will be completed for each type of miscellaneous ACM)

Type of Miscellaneous ACM: [l Floor Tile Ceiling Tile

(Attached separate sheets I

if more than one type.) Mastic Roofing Felt

Extension Panels Shingles

Clapboard - Millboard
AstestosCement ____ Wallcovering
Piping
Sheet Goods Other:
Paints & Coatings
Total Amount ACM.___. / 2 £ Linear Feet Square Feet __ L—
Area of Damaged ACM,_p, /4 Linear Feet Square Feet
Asbestos Known? ___ " Type: c &L’:/_,S pII/&E Percentage: . 3~S~ 70 Asbestos Assumed?
Locations: " Office Mechanical Area Lobby
Conference Room _______  Hallway e ___Cafeteria
Garage Roof
Other (specify)
Condition of'ACM:
Physical Damage/Deterioration: Major Mincr - None
Water Damage/Deterioration: Major Minor v None
Friability of Damaged Area: Major Minor / None
Potential for Future Damage, Disturbance, or Erasion:
Accessibility: High Moderate L— Low
Activity & Movement: High Moderate  Low
Change in Building Use: Scheduled Possible T Nene
Vibration: High Moderate (e Low
Air Plenum: L Yes No

Comments: M/-\-—.ST;Q_ ConTANS 3-S5 CHRvSoTle AsdisSias

Assessor: BEP/AAL Date Report Completed: 103185

Signed: Date:
(Facility Asbestos Cantrol Manager)

F- 35/




Miscellaneous Asbestos-Containing Material Assessment Form

Building: FECERAL BUILDING GSA Bidg. No.__NM0024ZZ

Address: 517 GOLD ALBUQUERQUE, NEW MEXICO

Area: / L33 Qate of Assessment: G- 3. P
Homogenecus Area No.: a2 Funcdconal Space No.:

(Nota: A separate assassment form will te compieted for each type of miscellansous ACM)

Type of Miscellaneous ACM: v~ Floor Tile Ceiling Tile
(Attached separate sheets
if more than one type.) Mastic Rocfing Fett
Extension Panels Shingles
Clapboard Millboard
Astestos/Cement Walicovering
Piping
Sheet Goods Cther:
y Paints & Coatings
Total Amount ACM:__. £ 2 {2 Linear Feet Square Feet __L—
Area of Damaged ACM__g_ /4 Linear Feet Square Feet
Asbestos Known? __ L~ Type: c &_/:;_/ Sor7 /& Percentage: 2 ~S 70 Asbestos Assumed?
Lecatons: L Office Mechanical Area Lobby
Conference Room Hailway Cafeteria
Garage Foof
Cther (specify)

Condition of ACM:

Physicai Damage/Detericration: Major Miner v None
Water Damage/Deterioration: Major Minor e None
Friability of Damaged Area: Major Minor \/ None
Potential for Future Damage, Cisturbance, or Erosion:
Accessibility: . High Moderate el Low
Activity & Movement: High Moderate — Low
Change in Building Use: Scheduied Passible — Nore
Vibration: High Mcderate natl Low
Air Plenum: L Yes No

comments: M AsTio. ConTAAS 2R-S CHRySoTile Aspimsms

Assessor: BEDP/AAL Date Report Completed: 10/3185

Signed: Date:

(Facility Asbestos Control Manager)

A~ -3Se-




Miscellaneous Asbestos-Containing Material Assessment Form

Building: FEDERAL BUILDING GSA Bidg. No.__NM00242Z

Address:_ 517 GOLD, ALBUQUERQUE, NEW MEXICO

Area: /L3278, Date of Assessment; P- 13- P
Homogeneous Area No.: 2l Functional Space No.:

(Note: A separate nent form will be completed for each type of miscellaneous ACM)

Type of Miscellaneous ACM: (vt Fioor Tile Ceiling Tile

(Attached separate sheets

if mere than cne type.) Mastic Roofing Felt

Extension Panels Shingles

Clapboard - Miboard
AstestosCement __ Wallcovering
Piping
Sheet Goods Other:
Paints & Coatings
Total Amount ACM:___. /-2 Linear Feet Square Feet _ L—
Area of Damaged ACM._p1_ /4 Linear Feet SquareFeet
Asbestos Known? __ " Type: c &ﬁ& or7/& Percentage: _&% Asbestos Assumed?__ &—— =
Locations: [ Office Mechanical Area Lobby
Confersnce Room Hallway Cafeteria
Garage Roof
Cther (specify)
Condition of ACM:
Physical Damage/Deterioration: Major Minor v None
Water Damage/Deterioration: Major Minor v None
Friability of Damaged Area: Major Minor / None
Potential for Future Damage, Disturbance, or Erosion:
Accessibility: High Moderate [ S— Low
Activity & Movement: High Maoderate — Low
Change in Building Use: Scheduled Possible et None
Vibration: High Maoderate — Low
Air Plenum: .~ Ves No

Comments: MA—.ST;L ConTANS -ST, CHRySoTile AsRisSTas

Assessor: BEP/AAL Date Report Completed: 103185

Signed: Date:

(Facility Asbestos Control Manager)

F-353




Miscellanecus Asbestos-Containing Material Assessment Form

Buikding: FEDERAL BUILDING GSA Bidg. No.__NM0Q24ZZ

Adcress:_ 517 GOLD, ALBUQUERQUE NEW MEXICO

Area: / ¢ 3/ ) Date of Assessment; 7- 13- P25
Homogeneous Area No.: =21 Funcdonal Space No.: /

(Note: A separate assessment form will e completed far 2ach type of miscellanecus ACM)

Type of Misceilansous ACM: el Floor Tile Ceiling Tile

(Atached seoarate sheets \//

if more than one tyge.) Mastic Rocfing Feft

Extensicn Panels Shingles

Clapboard Millboard
Asbestos/Cement Walllcovering
Piping
Sheet Goods Cther:
Paints & Coatings
Total Amount ACM___. /.00 Linear Feet Square Feet

Area of Damaged ACM,_p_ /4 Linear Feet Square Feet

Aspestes Known? ___ L~ Type: C&Q‘S orv/& Percentage: 32 ~S~ 70 Asbestos Assumed?

Locations: L Office Mechanical Area Lobby
Conference Room Hallway Cafeteria
Garage Reef
Cther (specify)

Cendition of ACM:
Physical Camage/Deterioration: Major Minar

Water Damage/Deterioration: Major Minor

N

Friability of Damaged Area: Major Minor

Potantial for Future Damage, Cisturbance, or Erosion:

None
None
None

Accessibility: High Moderate T low

Activity & Movement: High Moderate s Low

Change in Building Use: Scheduied Possible " Nene
Vibration: High Moderate ~ Low
Air Plenum: — Yes No

Comments: MA—ST;L ConTAAS -5, CHRvScTILE Asdi=ros

Assessor: BEP/AAL Date Repert Completed:

1083185

Signed: Date:

(Facility Asbestos Cantrol Manager)




Miscellanaous Asbestos-Containing Material Assessment Form -

Buikting; FECERAL BUILDING GSA Sidg. No._ NMO024ZZ
Adcress: 517 GOLD, ALBUQUERQUE, NEW MEXICO

Araa: / C/__?/ & Date of Assessment; 7- 13- 25
Hemogenecus Area No.____ o2/ Functonal Space No.: /

(Nota: A separate assessment form will e completed for ach type of misceilanecus ACM)

Type of Misceilaneous ACM: [l Floor Tile Ceiling Tile

(Atached separate sheets / - ) '

i more than one type.) Mastic Roefing Feit

Extension Fanels Shingles

Clapboard Millboard
AstestosCement __ Wallcovering
Piping
Sheet Goods Cther:
Paints & Coatings
Total Amount ACM___- / OO Linear Feet Square Feet ___L—
Area of Damaged ACM._p, /4 Linear Feet Square Feet
Asbestos Known? __ L~ Type: _CHA/Sprv /e Percentage: 3 ~S ?o Asbestos Assumed?
Lecatens: " office Mechanical Area Lobby
Conference Room Hallway Cafeteria
Garage Recf

Other (specify)

Cendition of' ACM:
Physical Damage/Deterioration: Major Minar v Nore
Water Damage/Deterioration: Major Minor v Nens
Friability of Camaged Area: Major Minor / Nere
Potential for Future Damage, Disturbance, or Ercsion:
Accessibility: High Moderate __ “— Low
Activity & Movement: High Mcderate - Low
Change in Building Usa: Scheduled Possible —  _ None
Vibration: High Moderate = low
Air Plenum: . " Yes No

Comments: _IAsTic ConTANS 3-S5 CHRVSoT/le Asdisras

Assessor: BEP/AAL Date Repart Completed: 103185

Signed: Date:

~(Facility Asbestos Controf Manager)




Miscellaneous Asbestos-Containing Material Assessment Form

Building: FEDERAL BUILDING GSA Bidg. No.__NM0024Z7

Address:__517 GOLD, ALBUQUERQUE,  NEW MEXICO

Area: J00S™ Date of Assessment; 7- 13- P
Homogenecus AreaNo..____ o2/ Functionai Space No.: {

(Note: A separate assessment form will be compieted for each type of miscelianeocus ACM)

Type of Miscellaneous ACM: [ Floor Tile Ceiling Tile

(Attached separate sheets

if more than one type.) Mastic Roofing Felt

Extension Panels Shingles

Clapboard Millboard
Asbestos/Cement Wallcovering
Piping
Sheet Goods Cther:
Paints & Coatings
Total Amount ACM:___. S0 0 Linear Feet Square Feet __ bL—

Area of Damaged ACM__x_ /4 Linear Feet Square Feet

Asbestos Known? __ -7 Type: _C &/_7:/_ Sprv/& Percentage: _3~S~ 70 Asbestos Assumed?

Locations:; — Office Mechanical Area Lobby
Conference Room Hallway Cafeteria
Garage Roof
Cther (specify)

Condition of’ACM:

Physical Damage/Deterioration: Major Minor | None
Water Damage/Deterioration: Major Minor v None
Friability of Damaged Area: Major Minor / None
Potential for Future Damage, Disturbance, or Erosion:
Accessibility: High Moderate — Low
Activity & Movement: High Moderate  Low
Change in Building Use: Scheduled Possible “ None
Vibration: High Moderate “ Low
Air Plenum: / Yes No

Comments: MA—.ST:L ConTAans R-S7 CHRySoTile  AsdisSrns

Assessor: BEP/AAL Date Report Completed: 10/31/85

Signed: Date:
(Facility Asbestos Control Manager)

F-35¢




Miscellanaous Asbestos-Containing Material Assessment Form

Buikding: FEDEBRAL BUILDING GSA Bidg. No._ NM0Q24ZZ

Address:__517 GOLD, ALBUQUERQUE, NEW MEXICO

Areal 20 ?é? Date of Assessment: D)3 P
Homogeneous Area No.. 2! Functional Spaca No.: /

(Note: A separate assessment form wil e complsted for each type of miscailaneous ACM)

Type of Miscellaneous ACM: v~ Flcor Tile Cailing Tile

(Attached separate sheets

# more than one type.) - Mastic Roofing Feit

Extension Panels Shingles

Clapboard Millboard
Astestos/Cement Wallcovering
Piping

Sheet Goods Cther:

Paints & Coatings

Total Amount ACM:__, i’éQQ Linear Feet Square Feet ___ L
Area of Damaged ACM_»_ /4 Linear Feet Square Feet '

Asgestos Known? __ L~ Type: c m‘s oI/ Percentage: 3 ~S~ 70 Asbestos Assumed?

Lecations: L Office Mechanical Area Lotby
Conference Room Hallway Cafeteria
Garage Roef
Other (specify)
Condition ofﬂACM:
Physical Damage/Detericration: Major Miner [ None
Water Damage/Deterioration: Major Minor v None
Friability of Damaged Area: Major Minor / Nene
Potential for Future Damage, Disturbance, or Erosion:
Accessibility: High Maoderate [ Low
Activity & Movement: High Moderate L-  Low
Change in Building Use: Scheduled Possible [Pl Nene
Vibration: High Moderate T lew
Air Plenum: " Yes No

Commens: _MAsTic ConTAAs 23-S CHRySoTile Aspisras

Assessor: BEP/AAL Date Report Completed: 103185

Signed: Date:

(Facility Asbestos Control Manager)




Miscellanaous Asbestos-Containing Material Assessment Form

Building: FEDERAL BUILDING GSA Bidg. No.__ NM0024ZZ !
Address.__ 517 GOLD, ALBUQUERQUE, NEW MEXICQ

Area: /00 (1[9 A Date of Assessment; 7- 13 P

Homogeneous Area No..____ o2/ Functional Space No.;

(Note: A separate assessment form will be completed for each type of miscellaneous ACM)

Type of Miscellaneous ACM: v~ Floor Tile Ceiling Tile

(Attached separate sheets

if more than one type.) Mastic Roofing Felt

Extension Panels Shingles

Clapboard Millboard
Asbestos/Cement Wallcovering
Piping
Sheet Goods Other:
Paints & Coatings
Total Amount ACM:___. jﬁ Linear Feet Square Feet __ L—
Area of Damaged ACM__z_ /4 Linear Feet Square Feet
Asbestos Known? ___ L~ Type: a &/_3‘1‘5 Yo dd = Percentage: _3~S" 90 Asbestos Assumed?_ L~
Locations: P Office Mechanical Area Lobby
Conference Room Hailway Cafsteria
Garage Roof
Cther (specify) N
Condition of“ACM: ‘
Physical Damage/Deterioration: Major Minor v None
Water Damage/Deterioration: Major Minor vd None
Friability of Damaged Area: Major Minor \/ None
Potential for Future Damage, Disturbance, or Erosion:
Accessibility: High Moderate — Low
Activity & Movement: High Moderate — Low
Change.in Building Use: Scheduled Possible " None
Vibration: High Moderate et Low

Air Plenum: " Yes Ng

Comments: MA—.S‘T:L ConTANSs -ST, CHRySoTiLEe Af&{:‘;m

Assessor: BEP/AAL Date Report Completed: 103185

Signed: Date:
(Facility Asbestos Control Manager)

F=35§




Miscellaneous Asbestos-Cantaining Material Assessment Form

GSA Bidg. No._NM00247Z

Building: FEDERAL BUILDING

Adcress;_ 517 GOLD, ALBUQUERQUE, NEW MEXICO
Area: /O/F Date of Assessment; 9. 3. P
Homogeneous Area No.___ o2 ! Funcdonal Space No.:.___/
(Note: A separate assessment form wit be completad for each type of miscellaneous ACM)
Type of Miscellaneous ACM: |l Floor Tile Ceiling Tile
(Azached separate sheets -
if more than one type.) Mastic Rocofing Felt
Extension Panels Shingles
Clapboard Millboard
Asbestos/Cament Wallcovering
Piping
Sheet Goods Other:

Paints & Coatings

Total Amount ACM:___. / {D Linear Feet Square Feet _ L

Araa of Damaged ACM__p_ /4 Linear Feet Square Feet

Asbestos Known? __t~~ Type: a &é/_,s pr7l& Percentage: 3-S5 70 Asbestos Assumed?

Lecations: v Office Mechanical Area Lobby
Cenference Room Hallway - Cafeteria
Garage Roof
Cther (specify)
Cendition of>ACM:
Physical Damage/Detericration: Major Minor [ None
Water DamageDeterioraticn: Major Minor v None
Friability of Damaged Area: Major Minor / None
Potential for Future Damage, Cisturbance, or Erosion:
Accessibility: High Moderate L~ low
Activity & Movement: High Moderate — Low
Change in Building Use: Scheduled Bossible “ None
-
Vibration: High Moderate Low
Air Plenum: / Yes No
Cromens: A=, 0 0 mATAAYS s T QMO s nTi e A it
Assassar: BEP/AAL Date Report Completed: 1033185
Signed: Date:

(Facility Asbestos Cantrel Manager)

-~ 359




Miscellaneous Asbestos-Containing Material Assessment Form

Buiiding: FEDERAL BUILDING GSA Bidg. No.__NM002472Z
Address;_ 517 GOLD, ALBUQUERQUE, NEW MEXICO
Area: /0498 Date of Assessment; D )3 P
Homogenecus AreaNo..____ &2/ Functional Space No.: /
(Note: A separate assessment form wiil be completed for each type of miscellaneous ACM)
Type of Misceilaneous ACM: " Ficor Tile Ceiling Tile
(Attached separate sheets
if more than one ty_pe.) Mastic Roofing Feit
Extension Panels Shingles

Clapboard Millboard

Astestos/Cement Wallcovering

Piping

Sheet Goods Cther:

Paints & Coatings
Total Amount ACM:___ /& L2 Linear Feet Square Feet __ L—
Area of Damaged ACM;__p) /4 Linear Feet Square Feet

Asbestos Known? __L—" Type: _CHAYSorvlE Percentage: _3~S~ 70 Asbestos Assumed?__ “—
Locations: |l Office Mechanical Area Lobby
Conference Room Hallway Cafeteria
Garage Rocf
Other (specify)
Condttion of’ACM:
Physical Damage/Deterioration: Major Minor v None
Water Damage/Deterioration: Major Minor v None
Friability of Damaged Area: Major Minor / None
Potentiai for Future Damage, Disturbance, or Erosion:
Accessibility: High Moderate — Low
Activity & Movement: High Moderate — Low
Change in Building Use: Scheduled Possible — Nene
Vibration: High Maoderate ~ Low
Air Plénum: o Yes No

Comments: MA-—.ST: e ConTANs -S°7

CHR ySoTile AsidisSras

Assessor: BEP/AAL

Signed: Date:

(Facility Asbestos Control Manager)

Date Report Completed:

103185

F-3¢0




Miscellaneous Asbestos-Containing Matarial Assessment Form

GSA 8idg. No._NM0024ZZ

Building: FEDERAL BUILOING

Adcress. 517 GOLD, ALBUQUERQUE, NEW MEXICO
Acea: /230243 Date of Assessment; 9- 13- %5
Homogeneous Area No.: o2 Functonal Space No.: /
(Note: A separate assessment form wili be completed for aach type of miscellaneous ACM)
Type of Miscellaneocus ACM: (vl Floor Tile Ceiling Tile
{Azached separate sheets -
f more than one type.) Mastic Roofing Felt
Extensicn Panels Shingles
Clapboard Milboard
Astestos/Cement Wallcovering
Piping
Sheet Goods Cther:
Paints & Coatings
Total Amount ACM:___. /2 O Linear Feet Square Feet __ L—
Area of Damaged ACM_ . /4 Linear Feet Square Feet
Aszesios Known? __ L~ Type: _CHASSorv/e Percentage: 3 ~S" 70 Asbestos Assumed?
Lecations: L~ Office Mechanicai Area Lobby
Conference Room Hailway Careteria
Garage Roof
Cther (specify)
Candiion of ACM:
Physical Camage/Detericration: Major Minor v None
Water Damage/Casterioraticn: Major Minor yd None
Friability of Camaged Area: Major Minor \/ Nene

Potental for Future Damage, Disturbance, or Erosion:

Accessibiity: High Moderate b Low
Activity & Movement: High Moderate et Low
Change in Building Use: Scheduled Possible — None
Vibration: High Moderate - Low
Air Plenum: — Yes No

Cemments: MA—.ST:Q_ ConTAAS R3-S°7. CHRvSoTile Asidisras

Assassor: BEPR/AAL Date Repart Completed: 103185

Signad: Date:

(Facility Asbestos Control Managar)

- 3¢/




Miscellaneous Asbestos-Containing Material Assessment Form

Building: FEDERAL BUILDING GSA Bidg. No.__NM0024ZZ

Address._ 517 GOLD, ALBUQUERQUE, NEW MEXICO

Area: Y-y Date of Assessment; D- 13- P
Homogeneous Area No..____ o2/ Functional Space No.:

(Note: A separate assessment form will be completed for each type of miscellaneous ACM)

Type of Miscellaneous ACM: (el Floor Tile Ceiling Tile

(Attached separate sheets /

if more than one type.) Mastic Roofing Felt

Extension Panels Shingles

Clapboard Millboard
AsbestosCement ___ _ Wallcovering

Piping

Sheet Goods Other:

Paints & Coatings

Total Amount ACM:___. /(22D Linear Feet Square Feet __L—

Area of Damaged ACM;__z_ /4 Linear Feet Square Feet

Asbestos Known? __ L~" Type: c M,SQ 7/& Percentage: 3-S5 70 Asbestos Assumed?_&——

Locations: L— Cffice Mechanical Area Lobby

Conference Room Hallway Cafeteria
Garage Roof
Other (specify)

Condition of‘ACM: ‘
Physical Damage/Deterioration: Major Minor |l None
Water Damage/Deterioration: Major Minor vd None
Friability of Damaged Area: Major Minor / None

Potential for Future Damage, Disturbancs, or Erosion:

Accessibility: High Moderate " low
Activity & Movement: High Moderate ~ Low
Change in Building Use: Scheduled Possible = Nene
Vibration: High Moderate ~ Low
Air Plenum: o Yes No

commens: _MAasTie ConTAAs 33-S7 CHRySoTile Asdisras

Assessor: BEP/AAL Date Report Completed:

103195

Signed: Date:
(Facility Asbestos Control Manager)

F-3¢2




Miscellaneous Asbastos-Containing Material Assessment Form .

Buikding: FEDERAL BUILDING GSA 2dg. No._NM00242Z

Address;_ 517 GOLD, ALBUQUERQUE, NEW MEXICO

Area: /230FK Date of Assessment; G 3P
Homogeneous Area No.____ o2/ Funcdional Space No.:

(Note: A saparate assessment form will be campleted for each type of miscellaneous ACM)

Type of Misceilaneous ACM: v~ Floor Tile Cailing Tile
(Arzached separate sheets
if mcre than one type.) Mastic Fcofing Felt
Extensicn Panels Shingles
Ciapboard Millboard
AstestosCament Watlcovering
Piping
Sheet Geods Cther:
Paints & Coatings
Total Amount ACM:___ /23S Linear Feet Square Feet __L—

Area of Damaged ACM_ . /4 Linear Feet Square Feet

Aspestos Known? __ L~ Type: _C &/_1»{_ Sprz/& Percentags: 3 ~S 70 Asbesics Assumsd?

Locations: o Office Mechanical Arca  __________ Lobby
Conterence Rcom Hallway Cafeteria
Garage Roct 7
Other (specify)
Condition of ACM:
Physical Damage/Deterioration: Major Minor !/ None
Watar Damage/Deterioration: Major Minor e None
Friability of Damaged Area: Major Minor / None
Potential for Future Damage, Disturbance, or Eresion:
Accessibility: High Moderate — Low
Activity & Movement: High Moderate T low
Change in Building Use: Scheduled Dossible ~  None
Vibration: High Maderate — __Llow
Air Plenum: v~ VYes No

commens: _MasTic 0onTaas 3-S50 CHRySoTile Asiisras

Assassor: BEP/AAL Date Report Completed: 103185

Signed. Date:

(Faciiity Asbestos Control Manager)

F-3¢L 3




Miscellaneous Asbestos-Containing Material Assassment Form

GSA Bidg. No._NM00242Z !

Building: FEDERAL BUILDING

Address_ 517 GOLD, ALBUQUERQUE, NEW MEXICO

Area: /) 2p3 L Date of Assessment; 7- 13- P
Homogenecus Area No..__ o2 Functionai Space No. /

(Note: A separate assessment form will be completed for each type of miscellaneous ACM)

Type of Miscellaneous ACM: (el Floor Tile Ceiling Tile

(Attached separate sheets

i more than one type.) Mastic Roofing Felt

Extension Panels Shingles

Clapboard Millboard
Asbestos/Cement Wallcovering
Piping
Sheet Goods Other:
Paints & Coatings
Total Amount ACM:.___ . Z; 0o Linear Feet Square Feet __ L—
Area of Damaged ACM,__p_ /4 Linear Feet Square Feet
Asbestos Known? ___ L~ Type: G&ﬂsg 7/ & Percentage: .3 ~S~ 70 Asbestos Assumed?_——
Locations: L Office Mechanical Area Lobby
Conferance Room Hallway Cafeteria
Garage Roof
Other (specify) _
@

Condition of ACM:

Physical Damage/Deterioration: Major Minor v None
Water Damage/Deterioration: Major Minor v None
Friability of Damaged Area: Major Mincr / None
Potential for Future Damage, Disturbance, or Erosion:
Accessibility: High Moderate — ow
Activity & Movement: High Moderate " Low
Change in Building Use: Scheduled Possible < Nene
Vibration: High Moderate — Low
Air Plenum: A" Yes No
comir o _MAasTie ConTAMs 3-ST CHRySoTile Aspissras
A or: BEP/AAL Date Report Completed: 10/31/95
Signed: Date:

(Facility Asbestos Control Manager)




Miscellaneous Asbestos-Containing Material Assessment Form

GSA Bidg. No._NM0024ZZ

Buikding: FECERAL BUILDING

Address: 517 GOLD, ALBUQUERQUE, NEW MEXICO
Area: 102/ Date of Assessment; 943 P
Homagenecus AreaNo..____ g2/ Funcional Space No.: /9

(Nate:” A saparate assessment form wiil se completed for each type of miscellaneous ACM)

Tyce of Miscellaneous ACM: (vl Floor Tile —_ _Ceiling Tile
( Atrsched separate sheets / . ,..
f mcre than ane type.) Mastic Roofing Feft
ExtensicnPanels _____ _ Shingles
Ciapboard —_ Millboard
AsiestosCement __ =~ Wallcovering
Piping
Sheet Goods Cther:
Paints & Coatings
Towl Amount ACM:____ H (D) Linear Fest Square Feet __L—
Area of Damaged ACM_ 1. /4 Linear Feet Square Feet
Asbestos Known? __ L~ Type: _CHAYSprv/ = Percentage: _2~S 70 Asbestos Assumed?____
Locations: Office Mechanical Area L Lobby
Conference Rcom Hallway Cafeteria
Garage Reof
Other (specify)
Candition of ACM:
Physical Damage/Detericration: Major Mincr ¥ None
Water Damage/Deterioration: Major Minor v None
Friability of Damaged Arsa: Major Minor / None
Potential for Future Damage, Cisturbance, or Erasion:
Accessibility: High Moderats L~ Llow
Activity & Movement: i High Meoderate — low
Change in Building Usa: Scheduied Possible " __ None
Vibration: High Moderate < low
Air Plenum:; " Yes Na
Cemments: _/\_(Lf‘:;;,’ -~ T ~ATAAS R3-S CHRySoTri= A s
Assessor: BEP/AAL Date Report Completed: 1043185
Sigred: Date:

(Facility Asbestos Control Manager)

F s




Miscellaneous Asbestos-Containing Material Assessment Form

Building: FEDERAL BUILDING GSA Bldg. No.__NM0024ZZ

Adcress:__ 517 GOLD, ALBUQUERQUE, NEW MEXICQO

Area: /.30 Date of Assessment; D- 13- P
Homogeneous Area No.___ &2/ Functional Space No.: /

(Note: A separate assessment form will be completed for each type of misceilanecus ACM)

Type of Misceilaneous ACM: (el Floor Tile Ceiling Tile

(Attached separate sheets

if more than one type.) Mastic Roofing Felt

Extension Paneis Shingles

Clapboard Millboard
Asbestos/Cement Walicovering
Piping
Sheet Goods Other:
Paints & Coatings
Total Amount ACM:___. / 174 O Linear Feet Square Feet

Area of Damaged ACM,__» /4 Linear Feet Square Feet

o

Asbestos Known? __ L~ Type: c &&,5 pr7les Percentage: _3~S~ 70 Asbestos Assumed? —
Locations: Office Mechanical Area L Lobby

Conference Room Hallway Cafeteria

Garage Roof

Other (specify)

Condition of ACM:
Physical Damage/Deterioration: Major Minor

Water Damage/Deterioration: Major Minor

N

Friability of Damaged Area: Maijor Minor

Potential for Future Damage, Disturbance, or Erosion:

Accessibility: High Moderate [l
Activity & Movement: High Moderate bt
Change in Building Use: Scheduled Possible -
Vibration: High Moderate «
Air Plenum: Yes No

None
None
None

Low
Low
None

Low

comments: _MAasTie ConTANS 23-S CHRySoTile AsAis7os

Assessor: BEP/AAL Date Report Compieted:

10/31/85

Signed: Date:

(Facility Asbestos Control Manager)

F-3¢¢




Miscailanaous Asbestos-Containing Material Assessment Form.

Buikding: FEDERAL BUILDING GSA Bidg. No._NMog24ZZ

Adcress.__ 517 GOLD, ALBUQUERQUE, NEW MEXICQO

Area: 15/0 B Date of Assessment; Z- 13- P5
Homegenecus Area No..____ o2/ Functional Space No.; 2

(Note:” A separate assessment form wiil e completed for each type of misceillanecus ACM)

Type of Miscellaneous ACM: v Floor Tile Cailing Tile

(Attached separate sheets

f more than one type.) Mastic Roofing Felt

Extension Panels Shingles

Clapboard Miilboard
AstestosCement ____ Wallcovering
Piping
Sheet Goods Cther:
Paints & Coatings
Total Amount ACM:___. ’/ < Linear Feet Square Feel _ L—
Area of Damaged ACM__p. /4 Linear Feet SquareFeet __ ‘
Astestos Known? ___ -~ Type: c &&z‘s prvle Percentage: _Ei% Asbestos Assumed?____—
Lecadons: Office _ . MechanicaiArea ___ Lobby
ConferenceReom __ Hallway — ___Cafeteria
Garage Feof
" Other (specify) S7D LASE
Condition of ACM:
Physical Damage/Deterioration: Major Mineor F/ Nene
Water Damage/Deterioration: Major Minecr v None
Friability of Camaged Area: Major Minor / None
Potental for Future Damage, Disturbance, or Srosion:
Accessibiity: ‘ High Moderate __ “—— Low
Activity & Movement: High Mederate T Low
Change in Building Use: Scheduied Possible " Nene
Vibration: High Maoderate T Llow
Air Plenum: \/Yes No

Commens: _/MASTie ConTAAS 3-STF CHRYSoTle AsdizSsras

Assassor: BEP/AAL Date Report Completed: 10/3195

Signed: Date:
(Facility Asbestos Control Manager)

F-3L%




Miscellanaous Asbestos-Containing Material Assessment Form

Building: FEDERAL BUILDING
Address;__517 GOLD, ALBUQUERQUE, NEW MEXICO

GSA Bidg. No._ NM002477

Area: /Da?{lﬁ- Date of Assassment; 7- 13- P
Homogeneous Area No.____ o2/ Functional Space No.:
(Note: A separate assessment form will be completed for each type of misceilaneous ACM)
Type of Miscellaneous ACM: +~"___Floor Tile Ceiling Tile
(Attached separate sheets
f more than one type.) Mastic Roofing Felt

Extension Panels Shingles

Clapboard Millboard

Asbestos/Cement Wallcovering

Piping

Sheet Goods Cther:

Paints & Coatings
Total Amount ACM:___EED Linear Feet Square Feet __ L—

Area of Damaged ACM__z. /4 Linear Feet

Asbestos Known? __ L~

Type: _CH/Sorile

Square Feet

Percantage: _3=S5 70 Asbestos Assumed?_L—"_

Locations: Office Mechanical Area Lobby
Conference Room Hallway Cafeteria
Garage Roof
L~ Other (specify) S70AATE
Condition of>ACM:
Physical Damage/Deteriaration: Major Minor - None
Water Damage/Deterioration: Major Minor vd None
Friability of Damaged Area: Major Minor / None
Potential for Future Damage, Disturbance, or Erosion:
Accessibility: High Moderate — Low
Activity & Movement: High Moderate “ O low
Change in Building Use: Scheduled Possible “ None
Vibration: High Moderate « Low
Air Plenum: o Yes No

Comments: M emie ConTANAS 3-S5

CH2 yserile Asdisos

Assessor: BEP/AAL

Signed: Date:

(Facility Asbestos Control Manager)

Date Report Completed:

103185

==~ 368




Miscellanaous Asbestes-Containing Material Assassment Form

Buikcing: F=ECESAL BUILDING GSA Sidg. No._NMo024ZZ

Address: 517 GCLD, ALBUQUERQUE, NEW MEXICO

Area: 202 F Cata cf Assessment; G )3 P
Homogenecus Area No.: e Funcicnal Scace No.: 2

(Nota: A secarate assessmentform will e camplated far each type cf miscellanecus ACM)

Tyge of Miscellaneous ACM: " Foeor Tie Caiiing Tie

(Azached sacarate sheets o

f mcre than cne type.) Mastic Rocfing Fealt

Extensicn Panels Shingles

Clapboard Miltcard
Astestcs/Cament Wallcovering
Picing
Sheet Goods Cther:
Paints & Coatings
Towl Amount ACM:___ /2 0 Linear Feet Square Feet __L—
Area of Damaged ACM__z# /4 Linear Feet Square Feet
Astestcs Known? __ L~ Tyce: CHAASor7/ = Percentags: 3 ~5~ 70 Asbestos Assumed?_t—"_
Lecagens: Office Mechanical Area Loty
Confarence Reem Hallway Cafeteria
Garage Rect

L~ Cther (spacity) 57—0/1/’& =

Cendition of ACM:

Physical DamageDetericraticn: Major Minor v None
Water CamageCeterioration: Major Mincr v Nene
Friability of Damaged Area: Major Mincr / None
Potendal for Suture Camage, Cisturbance, or Sresion:

Accessibility: High Meoderate — Low
Activity & Movement; High Moderate “ low
Change in Suilding Use: Scheduled Bossitle - None
Vibraticn: High Mederate « Low
Air Plenum: o Yes No

Commens: /! s~ 0 -~ - ATANAS 23-ST CH2ysorie Asdisras

-

Assessor: BEP/AAL Cate Repont Complated: 103105

Sigried: Qate:

(Faciiity Aspestes Centrol Manager)

F-367




Misceilaneous Asbestos-Containing Material Assessment Form _~

Building: FECERAL BUILDING GSA Bidg. No._NM0024ZZ ‘
Address._ 517 GOLD, ALBUQUERQUE NEW MEXICO

Area: /f2/ Cate of Assessment; 7- 13- P

Homogeneous Area No..____ o2/ Functional Space No.: 2

(Note: A separate assessment lorm will be campleted far each type of miscellaneous ACM)

Type of Miscellaneous ACM: Vel Floor Tile Cailing Tile

(Attached separate sheets

if more than one type.) Mastic Roofing Feit

Extension Panels Shingles

Ciapboard Millboard

Asbestos/Cement Wallcovering

Piping

Sheet Goods Other:

Paints & Coatings
Total Ameunt ACM.___. /00 Linear Feet Square Feet __L—
Area of Damaged ACM__p_ /4 Linear Feet Squars Feet
Astestos Known? __ L~ Type: ez-/&,s pry/& Percentage: 3 ~S" 70 Asbestos Assumed? L—"_
Locations: Office Mechanical Area Lobby

Conference Room Haliway Cafeteria

Garage - Bocof
L~ Other (specity) 5704,45 (<

Condition of ACM:
Physical DamageDeterioration: Major Minor

Water Damage/Deterioration: Major Minor

AN

Friability of Damaged Area: Major Minor

Potential for Future Damage, Disturbancs, or Ercsion:

Accessibility: High Maoderate —
Activity & Movement: High Meoderate “
Change in Building Use: Scheduled Bossible “
Vibration: High Moderate “
Air Plenum: o Yes No

None
None
None

Comments: M i~ o - ATANS 23-STh CH2ySorile Asdisras

103195

Assessor: BER/AAL Date Report Completed:

Signed: Date:

(Faciiity Asbestos Control Manager)




Miscellanaous Asbestos-Containing Material Assassment Form. -~

Buiiding: FECERAL SUILDING GSA 8idg. No.__NMEC2472

Adcress;_ 517 GOLD ALBUQUERQUE. NEW MEXICQO

Area; /034 Care of Assassment; . 3P
Hemogenecus Area No.. 2! Funcgcnal Space No.:

(Note: A separats assessmantform wil ce campleted for 2ach type of miscellanecus ACM)

Tyce of Misceilaneous ACM: " Floor Tlle Cailing Tile
(Azached secarate sheels
F mcre than cna typs.) Mastic Foafing Felt

Extension Panels Shingles

Clapboard Millboard
Astestcs/Cament Wallcovering
Piping

Sheet Goods QCther:

Paints & Coatings

Total Amcunt ACM: S.OQ Linear Feet Square Feet __ L—

Area of Camaged ACM_ 1 /4 Linear Feet Square Feet

Astestes Known? __ L~ Tyce: _C 42/ Sorv/e= Percentage: 3 ~S~ 70 Asbestos Assumed?_L—"
Locafions: Offica Mechnanical Area Loty
Canference Rcom Hallway Calfeteria
Garags Scaf
L~ Cther {specify) 57—04./\5 <
Concition cf’ACM:
Physicai Camage/Ceteriaration: Majer Miner .‘/ None
Water CamageQetericration: Major Mincr v Nare
Friability of Damaged Araa: Majer Minor \/ None

Potantal for Future Camags, Cisturbance, or Erosion:

Accessibility: High Moderate Low

Activity & Movement: High Mcderate T low

Chrangs v Scheduled Possitle < Nene
Vibraticn: High Mederate -~ Low
Air Plenum: o Yes No

Commens: &/ 2 oA TAAS R-S%57, Crllysorlie Asdisas

Assassor: BER/AAL Cate Report Completad: 10/31/85

Signed: Qate:

(Faciiity Asbestos Cantrol Manager)

F-3%)




Building: FEDERAL BUILDING

Miscellaneous Asbestos-Containing Material Assessment Form .~

GSA Bidg. No.__NM0024ZZ

Address;__517 GOLD, ALBUQUERQUE, NEW MEXICO

Area: a7, LD A Date of Assessment; P- 43P
Homogeneous Area No..___ o2/ Functional Space No.:
(Note: A separate assessment form will te completed for each type of miscellaneous ACM)
Type of Miscellaneous ACM: +~____ Floor Tile Ceiling Tile
(Attached separate sheets
if more than one type.) Mastic Roofing Felt
Extension Paneis Shingles

Ciapboard Millboard

Asbestos/Cement Wallcovering

Piping

Sheet Goods Cther:

Paints & Coatings
Totat Amount ACM:____ é) Q Linear Feet Square Feet __ L—
Area of Damaged ACM_ g _ / Linear Feet Square Feet

Type: dLﬂ—i‘SQ 7/ &

Percentage: 3-S5 7@ Asbestos Assumed?_L—"_

Asbestos Known? "
Locations: Office Mechanical Area Lobkby
Conference Reom Hallway Cafetenia
Garage Roof
" Other (specify) jTDMS e
Condition of>ACM: ‘
Physical Damage/Deterioration: Major Minor - Nene
Water Damage/Detericration: Major Minor v None
Friability of Damaged Area: Major Minor \/ None
Potental for Future Damage, Disturbance, or Ercsion:
Accessibility: High Moderate Y Low
Activity & Movement: High Maoderate T low
Change in Building Use: Scheduled Possible - None
Vibration: High Moderate ~ Low
Air Plenum: ol Yes No

Comments: /" '

T el

ConTAAS 3-S5 CHR ysorile AsBisTas

Assessor:

BEP/AAL

Date Report Completed:

Signed:

Date:

103185

{Facility Asbestos Control Manager)

F-3%a2




Miscellanacus Asbastos-Containing Material Assassment Form -

Buiding: FEDERAL BUILDING __ GSA 8idg. No._NMOC2477

Address: 517 GOLD, ALBUQUERQUE, NEW MEXICO

Ar2a: /30F+T Cate of Assessment; A ES ?S'
Homegenecus Area No.___ o/ Funcdonal Space No.: 2

(Note: A separate assessmeant form will Se compisted for 2ach type of miscallanegus ACM)

Tyze of Miscellaneous ACM: (Ve Flear Tile Ceiling Tile
(Azached separate sheels L
fmerathan cne typa)) o Mastic Roaiing Feit

Extansicn Paneis _ Shingles

Ciapboard Millbcard
Asbestcs/Cament ‘\Wallcovering
Piping

Sheet Geods Cther:;

Paints & Coatings

B ——

Tetal Amount ACM: 5/0 . Linear Feet Square Feet __ L

Area of Damaged ACM_z_ /4 Linear Feet Square Feet

Astestcs Knewn? __ L~ Type: _C /A Sprv/e Percentage: 3 ~S~ 7> Assestos Assumed?_L—"

Locatens: QOffice Mechanical Area Lebby
Conference Reem Hallway ‘ Cafetera
Garage Boof

L~ Other (speciy) S7o4AS =

Candition of ACM:

Physical Camage/Ceteriaration: Major Miner - None
Water Camage/Daterioraden: Majecr Minor e Nene
Friability of Damaged Area: Major Mincr \/ None

Petental for Future Damage, Cisturbance, or Erasion:

Accassibility: High Moderate Y low
Activity & Maovement: High Mederate “ low
[

Change in Building Use: Scheduled Possitle None

Vibration: High Moderate ol oW

Air Plenum: o Yes No
Commens: /M s~ 2 ATAMNS 2-S% CHRySemls AsdesTas
Assassor: BES/AAL Cate Report Completed: 103195
Signad: Cate:

{Faciiity Asbestos Control Manager)

F-33%3




Miscellaneous Asbestos-Containing Material Assassment Form -

Buikding: FEDERAL BUILDING GSA Bidg. No._NM0024ZZ _‘_
Address.__ 517 GOLD. ALBUQUEBQUE NEW MEXICO

Area; /30727 Date of Assessment; 7- 13- P

Homogeneous Area No. ot { Functional Space No.:

(Note: A separate assessment form will te completed for each type of miscellaneous ACM)

Type of Miscellanecus ACM: " Floor Tile Cailing Tile

(Atached separate sheets

if more than one type.) Mastic Roofing Felt

Extensicn Panels Shingles

Clapboard Millboard
Asbestos/Cament Wallcovering
Piping

Sheet Goods Cther:

Paints & Coatings

Total Amount ACM:___. YL)H Linear Feet Square Feet ___L—

Area of Damaged ACM__p)_ /4 Linear Feet Square Feet

Asbestos Known? ___L~" Tyge: e Z‘*ﬁi& oI7/& Percentage: _3~S" 7:7 Asbestos Assumed?_L—"_

Locations: Cffice Mechanical Area Lobby
Conference Room Hallway Cafeteria
Garage Roof
L~ Cther (specify) S7oAATE
Cendition of ACM: .
Physical Damage/Detarioration: Major Mincr | Nene
Water Damage/Deterioration: Major Minor v None
Friability of Damaged Area: Major Minor \/ None
Potential for Future Damage, Cisturbance, or Ercsion:
Accessibility: High Moderate —  low
Activity & Movement: High Moderate T Low
Change in Building Use: Scheduled Possible - None
Vibration: High Moderate ~ Low
Air Plenum: o Yes No

Comments: /M n~ o -~ cATANS R3-STh CH2ysoTiie AsdisSras

Assessor: BEPR/AAL Date Repart Completed: 103185

Signed: Date:

(Facility Asbestos Centrol Manager)




Miscellanecus Asbestos-Containing Material Assessment Form

Building: FEDERAL BUILDING GSA Bidg. No.__NM0oo24ZZ2

Address: 517 GOLD, ALBUQUERQUE NEW MEXICO

Ar2a: NO? Date of Assessment; Dy 95
Homogeneous Area No..___ o2/ Functional Space No.: .

(Note: A separate ment form will be completad for each type of misceilaneous ACM)

Type of Miscellaneous ACM: v~ ____Ficor Tie —— Cailing Tile

(Aached separate sheets /

# more than one type.) Mastic Roofing Felt

Extensicn Paneis Shingles

Clapkcard — Millboard
AsbestesCement __~ Wallcovering
Piping
Sheet Goods Cther:
Paints & Coatings
Total Amount ACM: {5_2 s Linear Feet Square Feet __ L
Area of Damaged ACM.__ ] /4 Linear Feet Squarefeet _____
Asbestos Known? __L—" Type: _C /S Spra/ Percentage: _g_?g Asbestos Assumed?__
Locations: Office MecnanicalArea __ ~~ lobby
— Conference Rcom Hallway — _____Cafetera
Garage - Bocf
Other (specify)
Condition of ACM:
Physical Damage/Daterioration: Major Minor P/ None
Water Damage/Deterioration: Major Minor yd None
Friability of Damaged Area: Major Minor -/ ‘None
Potential for Future Damage, Disturbance, or Erosion:
Accessibility: High Maoderate — Low
Activity & Movement: Hign Moderate et Low
Change in Building Use: Scheduied Bossitle " None
Vibration: High Moderate - Low
Air Plenum: " Yes No

Commens: _MAasTic ConTAAs -S°7 CHL2ySoriie Asdisras

Assessor: BEP/AAL Date Report Completed: 1043185

Signed: Cate:
(Faciiity Asbestos Contro! Manager)

F-3%5




Miscellaneous Asbestos-Containing Material Assessment Form

Building: FEDERAL BUILDING GSA Bidg. No._NM0024Z7 Q
Address:__517 GOLD, ALBUQUERQUE,  NEW MEXICO
Area: YA *Xu Date of Assessment; 7- 13- P
&ogggin::;:rgfgshfé;smenﬁ{m will be completed for each ng?ﬁ%rglgzx: ZEZM)
Type of Miscellaneous ACM: (el Floor Tile Cailing Tile
'(ﬁmg?gaiegr}areatt;p?)ees \/ Mastic Roofing Fett
Extension Panels Shingles
Clapboard Millboard
AsbestosCement Wallcovering
Piping
Sheet Goods Cther:
Paints & Coatings
Total Amount ACM:, 5DQ Linear Feet Square Feet ___ L—
Area of Damaged ACM_p_ /4 Linear Feet Square Feet
Asbestos Known? __ L~" Type: a &é{& or7/&E Percentage: 3-S5~ 70 Asbestos Assumed?_
Locations: Office Mechanical Area Lobby
v\~ Conference Room Hallway Cafeteria
Garage Roof
Other (specify) i
Condition ofwACM: .
Physical Damage/Deterioration: Major Minor F/ None
Water Damage/Deterioration: Major Minor v None
Friability of Damaged Area: Major Minor \/ None
Potential for Future Damage, Disturbance, or Erosion:
Accessibility: High Moderate __ " Low
Activity & Movement: High Moderate il Low
Change in Building Use: Scheduled Possible - None
Vibration: High Maderate - Low
Air Plenum: Ny Yes No

comments: _ M AasTie ConTAAs 23-STe CHRySoTILE AsBiSTnS

Assessor: BEP/AAL Date Report Completed: 10/31/95

Signed: Date:

(Facility Asbestos Control Manager)

F-336




Miscellanecus Asbestos-Containing Material Assessment Form -

Buikding: FEDERAL BUILDING GSA Bidg. No.__NM002422
Accress.__ 517 GOLD ALBUQUERQUE, NEW MEXICO
Arsa 7¢Ls G Date of Assessment; 7- 13- 25
Homogeneous Area No.: 2/ Func::‘pnal Space No.. 2?3
(Nota: A separate assessment form will be completed fer each type of miscellanecus ACM)
Tyge of Miscellaneous ACM: v~ Floor Tile Cailing Tile
(Attached separate sheets /
if more than ane type.) Mastic Roofing Felt
Extensicn Panels Shingles

Clapboard Millboard

Asbestos/Cement Wallcovering

Piping

Sheet Goods Cther:

Paints & Coatings
Tow Amount ACM.___.S00) Linear Feet Square Feet __ L—

Area of Damaged ACM__z /4 Linear Feet Square Feet
Astestos Known? __L—" Type: _CHAYSprv /e Percentage: _3~S o Asbestos Assumed? |74

Locations: Office Mechanicai Area Lobby
Conference Room Haliway Cafeteria
Garage Rocf

" Cther (specify) Y47 LooM

Condition of ACM:

Physical Damage/Detericration: Major Minor I/ None
Water Damage/Deterioration: Major Minor e None
Friability of Damaged Area: Majer Minor / None
Potential for Future Damage, Disturbance, or Erosion:

Accessibility: High Maderate [l Low
Activity & Movement: High Moderate el Low
Change in Building Use: Scheduled Bossible ~ None
Vibration: High Mederate - Low

Air Plenum: \ "~ Yes No
Comments: _MAasTiec ConTAAS 3-S5 CHR ySoTrle Asiesias

Assassor: BER/AAL Date Report Completed: 1031895

Signed: Date:
(Facility Asbestos Contral Manager)

- 37




Miscellanaous Asbestos-Containing Material Assessment Form

Building: FEDERAL BUILDING GSA Bidg. No. _NM0024Z7Z !
Address;__517 GOLD, ALBUQUERQUE NEW MEXICO

Area: Jp/ 32 Date of Assessment; ?- 43 P5

Homogeneous AreaNo..____ o2l Functional Space No.: )

(Note: A separate assessment form will be compieted for each type of miscellaneous ACM)

Type of Miscellaneous ACM: vl Floor Tile Ceiling Tile

(Atached separate sheets

if more than one ty_pe.) Mastic Roofing Felt

Extension Paneis Shingles

Clapboard Millboard
Asbestos{Cement Wallcovering
Piping
Sheet Goods Cther:
Paints & Coatings
Total Amount ACM___.3.5°0Q Linear Feet Square Feet __L—

Area of Damaged ACM__p) /A Linear Feet Square Feet
Asbestos Known? __ L~ Type: q &&,SQQZE Percentage: 3-S5 70 Asbestos Assumed?___ L/

Locations: Office Mechanical Area Lobby
Conference Room Haliway Cafeteria
Garage Roof

L—""_ Other (specify) 6/&5‘*(.200/1 “

Condition of ACM:
Physical Damage/Deterioration: Major Minor - None
Water Damage/Deterioration: Major Minor v None
Friability of Damaged Area: Major Minor / None
Potential for Future Damage, Disturbance, or Erosion:
Accessibility: High Moderate — Low
Activity & Movement: High Moderate el Low
Change in Building Use: Scheduled Possible - None
Vibration: High Moderate vl Low
Air Plenum: d Yes No

Comments:_MAsTie ConTArs 3-STe CHR ySsoTile Asdisras

Assessor: BEP/AAL Date Report Completed: 10/31/85

Signed: Date:
(Facility Asbestos Control Manager)

F~33%




Miscellansous Asbestos-Containing Material Assessment Form

Buikding: FERDESAL BUILDING GSA Sidg. No._NMO0C24ZZ

Adcress__517 GOLD, ALBUQUERQUE, NEW MEXICO

Area: /L F Date of Assessment; 9- 13- 25
Homogeneous AreaNo.___ o2/ Funcional Space No..___ /O

(Note: A saparate assessment form will ce completed for each type of misceilaneous ACM)

Tyge of Miscellaneous ACM: [l Floor Tile Ceiiing Tile

(Atached separate sheets /

if more than ane type.) Mastic Recfing Felt

Exdensicn Panels Shingies

Clapboard Millecard
Astestos/Cement Wallcovering
Piping
Sheet Goods Cther:
Paints & Coatings
Total Amount ACM: /XO Linear Feet Square Feet __ L—
Area of Damaged ACM__ /4 Linear Feet Square Feet
Ascestos Known? __ L~ Type: _CHASSor7/ & . Percentage: 3 ‘5'70 Asbestos Assumed? L/
Locatens: Office Mechanicai Area Lobby
Conference Reom Hailway Cafeteria
Garage Recf

L Cther (specty)___ Com P M:FEK—// QD’J’\//

Condition of ACM:

Physical Camage/Deterioration: Major Minor - Nere
Water DamageDeterioration: Major Minor v Nene
Friability of Damaged Area: Majer Minor / Neone
Potential for Future Camage, Cisturbance, or Eresion:
Accassibiity: High Moderate L— Low
Activity & Movement: High Moderate [ Low
Change in Building Use: Scheduled Possible C— Nene
Vibration: High Meoderate — Low

Air Plenum: " ___VYes No

Commens: _MMASTic ConTAAS 23-ST CHRySoTite Asdizsras

Assessor: BEP/AAL Date Report Completed: 10/31/85

Signed: Date:

(Facility Asbestos Control Manager)




Miscellaneous Asbestos-Containing Material Assessment Form

Building: FEDERAL BUILDING GSA Bidg. No.__ NM0024ZZ !
Address:__ 517 GOLD, ALBUQUERQUE NEW MEXICO

Area: /0 3/ Date of Assessment; P- 13- P

Homogeneous Area No..___o2/ Functional Space No.: L0

(Note: A separate as nent form will be completed for each type of miscellaneous ACM)

Type of Miscellaneous ACM:; +~_ Floor Tile Ceiling Tile

(Attached separate sheets

if more than one type.) Mastic Roofing Fett

Extension Panels Shingles

Clapboard Millboard
Asbestos/Cement Wallcovering
Piping
Sheet Goods Other:
Paints & Coatings
Total Amount ACM:___. ? 00 Linear Feet Square Feet ___ L—

Area of Damaged ACM._z), /4 Linear Feet Square Feet
Asbestos Known? __ L~ Type: e &&,SQ[ZZE Percentage: .3 ~S~ 70 Asbestos Assumed?__ L/

Locations: Office Mechanical Area Lobby
Conference Room Hallway Cafeteria
Garage Roof

— Other (specify) C,’amyol/t:@Cb/ Q.e)lﬂy

Condition of ACM:

Physical Damage/Deterioration: Major Minor - None
Water Damage/Deterioration: Major Minor vd None
Friability of Damaged Area. Major Minor / None
Potential for Future Damage, Disturbance, or Erosion:
Accessibility: High Moaderate — Low
Activity & Movement: High Moderate " Low
Change in Building Use: Scheduled Possible — None
Vibration: High Moderate — Low
Air Plenum: A Yes No

comments: _MAasTie ConTA NS -S7 CHRySoTile Asdisras

Assessor: BEP/AAL Date Report Completed: 10/31/95

Signed: Date:
(Facility Asbestos Control Manager)

F~ 350




Miscellansous Asbestos-Containing Matarial Assessment Form -

Building: FECERAL BUILDING
Address:___517 GOLD, ALBUQUERQUE NEW MEXICO

GSA Sidg. No.__NM00247Z

Area: /30 FA Date of Assessment; D. )2 P
Homogenecus Area No.____ g2/ Functonal Space No..___ /&
(Nete: A separate assessment form will be completed for each type of misceilaneous ACM)
Tyge of Miscellaneous ACM: v~ Fleor Tile Cailing Tile
(Azached separate sheets
f more than one type.) Mastic Roofing Felt
Extension Panels Shirgies
Clapboard Millboard
. Astestos/Cament Wallcovering
Piping
Sheet Goods Other:
Paints & Coatings
Total Amount ACM:___ . Z,Z Vo) Linear Feet Square Feat __ L—
Area of Damaged ACM.__ /4 Linear Feet Square Fast

Percentage: 3-S5 70 Asbestos Assumed?___L/

Asbestos Known? L~ Type: _CHASSor7/
Leocations: Office Mechanical Area Lobby
Conference Rcom Hallway Cafetera
Garage Boct
L—"__ Other(speciy) C.OM I)OI/L'/E‘K // Cz)”D\/./
Condtticn of ACM:
Physical Damage/Ceterioration: Major Minor - None
Water Damage Deterioration: Major Minor v None
Friability of Damaged Area; Major Minor / None
Potential for Future Damage. Disturbance, or Erosion:
Accessibiiity: High Moderate — Low
Activity & Movement: High Meoderate il Low
Change in Building Use: Scheduled Possible el None
Vibration: High Moderate — Low
Air Plenum: — Yes No

Comments: MA—s-raQ_ ConTAAs RR-S°7,

CHR Y SoTile AsAisras

Assassor; BEP/AAL

Signed: Date:

Date Report Completed: 103105

(Facility Asbestos Centrol Manager)

F~ 3&7




Miscellaneous Asbestos-Containing Material Assessment Form -

Building: FEDERAL BUILDING

GSA Bidg. No._NM0024ZZ

Address;__517 GOLD, ALBUQUERQUE, NEW MEXICO

Arsa; /. 30F7C_ Date of Assessment; 9D 3. P

Homogeneous Area No.: ey Functional Space No.: Al?é

(Note: A separate nent form will be completed for each type of misceilanecus ACM)

Type of Miscellaneous ACM: v~ Fioor Tile Ceiling Tile

(Atached separate sheets

if more than one type.) Mastic Roofing Feit

Extension Paneis Shingles
Clapboard Milboard
Astestos/Cement Walicovering
Piping
Sheet Goods Cther:

Paints & Coatings

Total Amount ACM:___. ?p Linear Feet Square Feet __ L—

Area of Damaged ACM_p_ /4 Linear Feet Square Feet

Astestes Known? __ -~ Type: c éﬁﬂ& pIr7/ & Percentage: 2~S~ 70 Asbesios Assumed?___ L/

Locations: Office Mechanical Area Lobby

Conference Room Hailway Cafateria
Garage Rocf
oA Other (specify) C”.L/ 7 /0_

Condition of ACM: ‘
Physical Damage/Deterioration: Major Minor l/ Nene
Water Damage/Deterioration: Major Minor v None
Friability of Damaged Area: Major Minor / None

Potential for Future Damage, Cisturbance, or Erosion:

Accessibility: High Moderate “ Low

Activity & Movement: High Moderate - Low

Change in Building Use: Scheduled Possible bt Nene
Vibration: High Maoderate — Low
Air Plenum; —Ves No

Comments: /V’A—.STuQ ConThAAS -5

CHR Y SoTile Asidesras

Assessor: BEP/AAL

Signed:

(Facility Asbestos Control Manager)

Date:

Date Report Completed: 103185

F~- 372




Miscellaneous Asbestos-Containing Matarial Assassment Form -

GSA Sg. No._NMCo2477

Building: FESERAL BUILDING
Accress: 517 GOLD, ALBUQUERQUE MNEW MEXICO
/23D ?‘l Date of Assessment; G 3P

Area;

~cmogeneaus AreaNo.____ o/ Funconal Spacs No.: A
(Note: A saparale assessment [orm will Se compiated far each type of muscailaneous ACM)

Type of Miscellaneous ACM: (et Fioor Tile Cailing Tile
(Azached separate sheets / —_—— )
if mere than cne type) Mastic Recfing Feit

Extensicn Paneis Shingles

Ciapooard ———Millboard
AstestcsCement __~ Wallcovering
Pining
Sheet Goods Cther:
Paints & Ccatings
Total Ameount ACM___. ?O_ Linear Feet Square Feet ___L—
- Araa of Damaged ACM__p /4 Linear Feet Square Fest _
Ascestes Known? L~ Type: QMR YSorv/ e Percentage: 3 =S~ 79 Asbestos Assumed?__ L/
Locatens: Cffice Mechanicai Area Loy
Conferance Rcom Hailway Cafeteria
Garage Foct

L Cthar(sgecify) C;—C—//) C

Conditien of ACM:
Physical Camage/Deterioraticn: Majer Miner o Nere
Water Damage/Detericraticn: Majcr Minor yd Neone
Friapility of Damaged Area: Majer Minor / Nene
Potental for Future Camage, Cisturtance, or Srosion:
Accessitility: High Meoderate — Low
Activity & Movement: High Mederata - Low
Change in 3uiiding Use: Scheaduied Sossitle el Nene
Vibraticn: High Moderate ~ Low
Air Plenum: —Yes Neo

Cemmens: /M ASTio ConTAAS 2-ST CHR2USoTile Asiesrs

Assassor: BED/AAL Date Repart Comgpleted: 103195

Signed: Date:
(Facility Asbestos Cantrol Manager)

/~-353




Miscellanaous Asbestos-Containing Material Assessment Form

Building: FEDERAL BUILDING
Address:__ 517 GOLD, ALBUQUERQUE, NEW MEXICO

GSA Bidg. No.__NM0Q24Z7

Area: /30 2E Date of Assessment; D )3 P
Homogeneous Area No.: o2 Functional Space No.: ‘lﬁl
(Note: A separate nent form will be completed for each type of miscellaneous ACM)
Type of Miscellaneous ACM: (e Floor Tile Ceiling Tile
(Atached separate sheets
if more than one type.) Mastic Roofing Fett
Extension Panels Shingles
Ciapboard Miliboard
Asbestos/Cement Wallcovering
Piping
Sheet Goods Cther:
Paints & Coatings
Total Amount ACM:___. /2 D Linear Feet Square Feet __ L—
Area of Damaged ACM__z_ /4 Linear Feet Square Feet
Asbestos Known? ___ L~ Type: a && Sorv/& Percentage: . 3~S~ 70 Asbestos Assumed?___ |/
Locations: Office Mechanical Area Lobby
Conference Room Hallway Cafeteria
Garage Roof
L—  Other (specify) @L/ 20
Condition of ACM: ‘-
Physical Damage/Deterioration: Major Minor - None
Water Damage/Deterioration: Major Minor v None
Friability of Damaged Area: Major Minor / None
Potential for Future Damage, Disturbance, or Erosion:
Accessibility: High Moderate — Low
Activity & Movement: High Moderate - Low
Change in Building Use: Scheduted Possible el None
Vibration: High Maderate - Low
Air Plenum: —Yes No

Comments; l"\/IA-—.STa e ConTAaANns R-S7

CHR v SoTile Asidessras

Assessor: BEP/AAL

Signed:

(Facility Asbestos Control Manager)

Date:

Date Report Completed: 10/31/95

F-38¢




Miscellaneous Asbestos-Cantaining Material Assessment Form

Buiding: FECEBAL BUILDING GSA Sidg. No.__NM0024ZZ2

Address;_ 517 GOLD, ALBUQUERQUE, NEW MEXICO

Area: poloY ) Date of Assessment; 9- 13- 25
Homogeneous Area No.: oy Funcdonal Space No.: 7

(Note: A saparate nent form wiil be completed for each type of miscellaneous ACM)

Type of Miscellaneous ACM: (el Floor Tile Ceiling Tile

(Atached separate sheets - ‘

if more than one type.) Mastic Rcofing Feit

Extensicn FPanels Shingles

Clapboard Millboard
AstestosCament Wallcovering
Piping
Sheet Goods Cther:
Paints & Coatings
Total Amount ACM:___. / RS Linear Feet Square Feet __ L—

Area of Damaged ACM_», /4 Linear Feet Square Feet
Asbestos Known? __ L~ Type: e &&‘S o7/ Percentage: _3 S ‘70 Asbestos Assumed?__ L/

Locations: Office Mechanical Area Lobby
v~ Conferance Boom Hallway Cafeteria
Garage Reof
Cther (specify)

Condition of ACM:
Physicai Damage/Detericration: Major Mincr [ None
Water Damage/Ceterioration: Major Minor yd None
Friability of Damaged Area: Major Minor / None
Potential for Future Damage, Disturbance, or Erosion:
Accessibility: High Moderate - Low
Activity & Movement: High Maderate — Low
Change in Building Use: Scheduled Bossible — None
Vibration: High Mccarata ~ Low
Air Plenum: ~——__Yes iNo

Comments: _F{asgie CenTANS 3-ST CHRySoTile Asdesras

Assessor: BEP/AAL Date Report Compieted: 103195

Signed: Cate:
{Facility Asbestos Cunirz] Manager)

F-3r5




Miscellaneous Asbestos-Containing Material Assessment Form

Building: FEDERAL BUILDING
Address:__517 GOLD, ALBUQUERQUE, NEW MEXICO

GSA Bidg. No. _NM0Q24Z2Z

Area: 20 53 Date of Assessment; D )3 P

Homogeneous Area No.. 2/ Functional Space No.:

(Note: A separate ment form will be completed for each type of miscellanaous ACM) ’

Type of Miscellanecus ACM: v~ Floor Tile Cailing Tile

i(fm?r?a?gﬁ;a :)?pseh.)eets \/ Mastic Roofing Fett

Extension Panels Shingles
Clapboard Millboard
Asbestos/Cement Wallcovering
Piping
Sheet Goods Cther:

Paints & Coatings

Total Amount ACM:___ .. 3.5 ¢ fa») Linear Feet Square Feet __ L—

Area of Damaged ACM_z]_ /4 Linear Feet Square Feet

Asbestos Known? ___ -~ Type: c [-_/-_/_z_az Sporz/& Percentage: 3 =S~ 70 Asbestos Assumed?__ L/

Locations: Office Mechanical Area Lobby

L Conference Room Hallway Cafeteria
Garage Roof
Cther (specify)

Condition of ACM: ‘
Physicai Damage/Deterioration: Major Miner i None
Water Damage/Deterioration: Major Minor I/ None
Friability of Damaged Area: Major Minor -/ None

Potential for Future Damage, Disturbance, or Erosion:

Accessibility: High Moderate L~ Low
Activity & Movement: High Moderate  low
Change in Building Use: Scheduled Possible — None
Vibration: High Moderate Low
Air Plenum: — Yes No

Comments: MA—.ST‘: o ConTAANAS 3-S5

CHRySoTile AsAisins

Assessor: BEP/AAL

Date Report Completed: 10/31/95

Signed:

(Facility Asbestos Control Manager)

Date:

F- 3%




Misceilanacus Asbestos-Cantaining Matenal Assessment ~Form .~

GSA Bidg. No._NM0oC247Z7

8uikiing:; FEDERAL BUILDING
Address:__517 GOLD, ALBUQUERQUE NEW MEXICO

Area: Py 4/ ~ Cate of Assessment: 9. 3P
Hemogenecus Area No.. o/ . Funcdenal Scace No..
(Nate: A saparate nent form will Se completed for @ach type ¢f miscailanecus ACM)

.

Type of Misceilaneous ACM: v Foor Tile Cailing Tile

(Azached separate sheets /
Mastic

if more than one type.) Reofing Feit

Extension Paneis Shingles

Clapbcard Millecard
AsbestcsCement Wallcovering
Piping

Sheet Goods Cther:

Paints & Ceatings

Total Amount ACM: é 22 Linear Feet Square Feet __L—
Ar2a of Damaged ACM_p /4 Linear Feet Square Faet

Asgestos Known? __ L~ Type: _C wis pry/& Percentage: 2 ~S~ 70 Asbestcs Assumed?

Lecatiens: e Cffica Mecranical Area Lotby
Conferance Rcom Hailway Cafetera
Garage Recf
Other (sgecify)
Cendgitien of ACM:
Physical Camage/Deterioraton: Major Minor L/ Nere
Water Damage/LCatarioraticn: Major Minor v Nene
Friabiity of Camaged Area: Majer Mincr -/ None
Potantial for Future Damage. Disturtance, or Sresion:
Accessibiiity: High Moderate — Low
Activity & Movement: High Moderate __ &7 Low
Change in Buiiding Use: Scheduied Ocssible — Nene
Vibration: High Moderate - Low
Air Plenum: — Yes No

Commens: _MAasTic ConTAAS R3-S0 CHRYSoTiie AsdisTas

Assassar; BEB/AAL Date Repert Completed: 103185

Signed: Date:

(Facility Asbestos Control Manager)




Miscellaneous Asbastos-Containing Material Assassment Form -

Buikling; FECERAL BUILDING GSA Bdg. No._ NM00242Z 1
Address: 517 GOLD, ALBUQUERQUE, NEW MEXICO

~

Area: ol L 4 Date of Assessment; D )3 P
/

Homogeneous Area No.: pey o~ Functonal Space No.:

(Note: A separate as nent form wiil be completed for each type of miscellanecus ACM)
~

Type of Miscellaneous ACM: [ Floor Tile Ceiling Tile

(Attached separate sheets I

if mora than one type.) Mastic Roofing Felt

Extension Panels Shingles

Clapboard Millboard
Asbestos/Cement Wallcovering
Piping
Sheet Goods Cther:
. Paints & Coatings
Total Amount ACM:___. zg 0 Linear Feet Square Feet __L—

Area of Damaged ACM__#1_ /4 Linear Feet Square Feet
Astestos Known? _ L~ Type: c &ﬂ Sprz/le Percentage: 3-S5~ 90 Asbestos Assumed?___L/

Lecatiens: (el Office Mechanical Area Lobby
Conference Room Hallway Cafeteria
Garage FRoof
Other (specify)

Ccndition of ACM: ‘
Physicai Damage/Deterioration: Major Miner ¥ None
Water Damage/Deterioration: Major Minor v None
Friability of Damaged Area: Major Minor / None

Potantial for Future Damage, Disturbance, or Erosion:

Accessibility: High Moderate — Low
Activity & Movement: High Mederate bl Low
Change in Building Use: Scheduled Possible el Nene
Vibration: High Moderate = Low

Air Plenum: — Yes No

Comments: MA—.S‘T'Q_ ConTANS -S°7 CHRySoTle AsBisras

Assassor: BEP/AAL Date Report Completed: 103185

Signed: Date:
(Facility Asbestos Cantrol Manager)

F- 385




Miscellanaous Asbestos-Cantaining Matedal Assassment ~orm - .~

Buikding: FEDERAL BUILDING
Accress: 517 GOLD, ALBUQUERQUE NEW MEXICO

GSA Bidg. No._NMOC2s7Z

Arsa 1 b Cate of Assessment; 7- 13- 95
Hemoganecus Area Na.. 2/ ™ Funcdional Space No.: /
(Neta: A separata assassment farm wiil be compiqgsd for @ach type of miscalianecus ACM)
Tyca of Miscallanecus ACM: v Ficor Tile Cailing Tile
(Azached secarate shees o
if more than one typs.) Y Mastc Reefing Feit
Extension Panels Shingles
Clagbcard Millboard
Asbestes/Cement Wallcovering
Piping
Sheet Goods Cther:
Paints & Coatings
Totat Amount ACM___. / S Linear Feet Square Feet __ L—
Arza of Damagaed ACM_ //-‘ Unear Feet Squars Feet
Aszestos Known? __ L~ Type: _CHAYSDrv/ e Percentage: 3-S5~ 70 Astasics Assumed?__ L/
Locadens: (Ve Qffice Mechanicai Area Lotby
Conference Rcom Hallway Cafeteria
Garage Reof
Other (specify)
Cendition of ACM:
Physicai Camage/Datericraticn: Major Mincr v Nane
Water Camage/Daterioration: Major Minor yd None
Friability of Camaged Area: Major Minor / None
Pctental for Futura Damage, Disturbance, or Srcsion:
Accessibility: High Moderarte — Low
Activity & Movement: High Moderate el Low
Changa in Buiiding Use: Scheduled Bossible — Nene
Vibration: Hign Moderata - Low
Air Blenum: — Yes No
Commens: _AsTio ConTAAs 3-S5 CHRVSoT/le Asdismas

Assassor: BEP/AAL

Date Report Completed: 1031585

Sigred:

(Faciiity Asbestos Cantral Manager)

£ 327




Miscellaneous Asbestos-Containing Material Assessment Form -~

Building: FEDERAL BUILDING GSA

Address:;_ 517 GOLD, ALBUQUERQUE, NEW MEXICO

Bidg. No._NM002477

Area: ) /Sl = Date of Assessment; 7- 13- P

Homogenecus Area No.___ o2/ S Funcdonal Space No.:

(Note: A separate assesmd for @ach type of miscaltanecus ACNY)

Type of Miscellanaous ACM: " Floor Tile Cailing Tile

(Atached separaia sheels

if more than one type.) v Mastic Roofing Fett

Extension Panels Shingles
Clapboard Millboard
Asbestos/Cement Wallcovering
Piping

Sheet Goods Cther:

Paints & Coatings

Total Amount ACM: __. /&0 Linear Feet Square Feet __L—

Area of Damaged ACM__p /4 Linear Feet Square Feet

Asbestos Known? __L—" Type: _CHASSprv/e Percentage: 2-~5 70 Asbestos Assumed? J/

Locations: v Office Mechanical Area Lobby

Conferance Room Hallway Caieteria
Garage Roof
Other (specify)

Condition cf ACM: i
Physical Damage/Deterioration: Major Minor v None
Water Damage/Deterioraticn: Major Minor yd Nene
Friability of Damaged Area: Majer Minor / None

Potential for Future Damage, Disturbanca, or Erasion:

Accessibility: High Moderate — Low
Activity & Movement: High Moderate __ “7 Low
Change in Building Use: Scheduled Possible el None
Vibration: High Moderate — Low
Air Plenum: — Yes No

Comments: MA-—.ST:L ConTAAS -5

CHR ySorle Asdiesras

Assassor: BEP/AAL

Signed:

(Facility Asbestos Cantrol Manager)

Date:

103185

Date Report Completed:

F-390




Miscellaneous Asbestos-Cantaining Material Assassment Form - .

Buikding: FEDEBAL SUILDING GSA Sicg. No._NM002477
Acdress:_ 517 GOLD ALBUQUERQUE, NEW MEXICO
Area: 206 ) Cate of Assessment; 9- 13- 25

~
Hemogenecus AreaNo.____ o2/ - Funcdcnal Scace No.:
(Nate: A saparata assessment farm wiil Se Q,mpleted far 2ach type of miscallaneous ACM)

Tyge of Miscellaneous ACM: v Ficor Tile Cailing Tile
(Azzached separate sneets / )
f more than gnea type.) Mastic Focfing Feit

Extensicn Paneis Shirgies

Clagboard Miliboard
Astestos/Cement __~  Walicovering
Piping
Sheet Goods Cther:
Paints & Coatings
Tetal Amount ACM:___. /O O Linear Feet Square Feet __ L—
Area of Damagad ACM__n1 /4 Linear Feet SquareFeet ____
Ascastos Known? L~ Type: _CHARASSorv /e Percentage: _3_‘__5“_2: Astestos Asumed?__l[__
Lecatiens: [l Cffice Mechanicai Area Lotoy
Conferance Rcom Hailway Cafeteria
Garage Rocf
Other (sgecify)
Ccnaition of ACM:
Physical Damage/Deterioration: Major Minor . Nene
Water CamageDeterioration: Majer Minor yd Nene
Friability of Damaged Arza: Major Miner / None
Potential for Future Camage, Disturbanca, or Srasien:
Accassibiiity: High Maoderata — Low
Activity & Movement: High Mcderate bt Law
Change in Buiiding Use: Scheduled Sassible T Nere
Vibration: Hign Modarate — Low
Air Plenum: — Yes No

Commens: _MAsTic ConTAAS 23-STh CHRvSoTile AsAisoos

Assassor: BED/AAL Date Report Completed: 103185

Sigrned: Cate:
(Faciiity Asbestos Control Manager)

F-371¢




Miscellaneous Asbestos-Containing Material Assessment Form. .-

Building: FECERAL BUILDING GSA Bidg. No._NM0024ZZ 1
Address;_ 517 GOLD, ALBUQUERQUE NEW MEXICO

Area: 22/ O Date of Assessment; 7- 13- P

Homogeneous Area No.: 21 \~ Funcional Space No.:

(Note: A saparate assessment form will e complet\ed for each type of miscailanecus ACM)

Type of Miscellaneous ACM: v~ Floor Tile Cailing Tile

(Azached separate sheets

if more than one type.) Mastic Roofing Feit

Extension Panels Shingles

Clapboard Millboard
Asbestos/Cement Wallcovering
Piping
Sheet Goods Cther:
Paints & Coatings
Total Amount ACM:___. /S0 Linear Feet Square Feet __ L—

Area of Damaged ACM__x . /4 Linear Feet Square Feet
Asbestos Known? __L-~" Type: a &/_QKSQ I7/& Percentage: 3 ~S~ 70 Asbestos Assumed?__ L/

Locatiens: (el Office Mechanical Area Lobby
Conference Room Haliway Cafeteria
Garage Roof
Other (specify)

Condition of ACM: ‘
Physical Damage/Detericration: Major Minor - Nene
Water Damage/Deterioration: Major Minor v None
Friability of Damaged Area: Major Minor / None

Potential for Future Damage, Disturbance, or Erosion:

Accessibility: High Moderate — Low
Activity & Movement: High Moderate ___“~ Low
Change in Building Use: Scheduled Possible — None
Vibration: High Moderate - Low

Air Plenum; — Yes No

comments: M AasTic ConTAAS -ST CHRySoTile Asdisras

Assassor: BEP/AAL Date Report Completed: 103185

Signed: Date:
(Facility Asbestos Control Manager)

[F-372




Miscellanecus Asbastos-Cantaining Material Assassment Form -~

GSA Sidg. No._NM0024Z7

Suikding: FEDESAL BUILOING

Address; 517 GOLD. ALBUQUERQUE, NEW MEXICO
Area 970 24 K Cate of Assessment; P- 3. P
=emogenecus Area No.: e ™ . Funcdenal Spaca No.: :

(Ncte: A saparate assassmant form will Se compistad for 2ach type of miscallanecus ACM)
g

Tyce of Miscellaneous ACM: " Ficor Tile Cailing Tile

(Azached separate sheets / o
t more than one typa.) Mastic Reofing Felt

Extension Paneis Shingles

Clapboard _  Millboard
AsbestesCement ___ Wallcovering
Piping
Sheet Goods Cther:
Paints & Coatings
Totat Amount ACM:____ /22 /D Linear Feet Square Feet __ L—
Area of Damaged ACM__n_/4 Linear Feat Square Faet ’
Aszestos Known? L~ Type: _CHAYSprv /e Percentage: 3~ 70 Asbestcs Assumed?___ 1/ .
Lecatens: [ Offica Mechanicai Area Lobby
Confarence Rcom Hallway Cafeteria
Garage FRocf

Other (sgecify)

Ccndition of ACM:

Physical Damage/Ceterioration: Major Mincr v Nene
Water Damage/Deterioraticn: Major Minor e Naone
Friapility of Samaged Arsa: Major Minor \/ None
Potantal for Future Camage, Cisturbance, or Srosion:

Accassibility: High Meoderate — Low
Activity & Movement: High Maderate bt Low
Change in Building Use: Scheduled Sossible el Nene
Vibraticn: High Mcderate - Low
Ait Plenum: " Yes No

Commans: _F{asTie O cATAAS 2-S, CHRySoTle Asdisas

Assassor: BED/AAL Date Report Completed: 103185

Signed: Date:
(Faciiity Asbestos Control Manager)

~-373




Misceilaneous Asbestos-Containing Matarial Assessment Form -~

Buiting; FEDERAL BUILDING GSA Bidg. No._NM002477 ‘.__
Address,__517 GOLD. ALBUQUERQUE, NEW MEXICO
™~
Area: 206 9 Date of Assessment: ?— 13- 75
Homogenecus AreaNo.____ o2/ > Functional Space No.:
(Note: A separate assessment form will be complet\ed for each type of miscailaneous ACM)
Type of Miscellaneous ACM: v Flcor Tile Ceiling Tile
(Atached separate sheets I
if more than one type.) Mastic Roofing Felt

Extension Panek: ___ Shingles

Clapboard Millboard
AsbestosCement Walicovering
Piping
Sheet Goods Cther:
Paints & Coatings
Total Amount ACM:___- /o2 0D Linear Feet Square Feet __L—

Arsa of Damaged ACM__p_ /4 Linear Feet Square Feet
Asbestos Known? __ L~ Type: eéﬁ/_&i& orv/e& Percentage: 35" 90 Asbestos Assumed?__ L~

Locatiens: (Pl Office Mechanical Area Lobby
Confarence Room Hallway Cafeteria
Garage Raoof
Cther (specify)

Condition of ACM: i
Physical Damage/Deterioration: Major Minor - None
Water DamageDeterioration: Major Minor d None
Friability of Damaged Area: Major Minor / Nene

Potential for Future Damage, Disturbance, or Ercsion:

Accessibility: High Moderate [l Low
Activity & Movement: High Moderate el Low
Change in Building Use: Scheduled Possible el None
Vibration: High Maoderate - Low
Air Plenum:; — Yes No

comments: _MMAsTio. ConTAAS 3-Sh CHR ySoTile  AsBisras

BEP/AAL Date Report Completed: 1043185

Assassor:

Signed: Date:
(Faciiity Asbestos Contral Manager)

F-~39%




Miscellanecus Asbestes-Containing Material Assassment Form- .

GSA Sidg. No._NM0024ZZ

Buikding: FECERAL BUILDING
Address:_ 517 GOLD ALBUQUERQUE NE'W MEXICO

Area: 5 O V4 s Date of Assessment; ?- 13- 74

Homogeneaous Area No.: i . Funcdonal Spaca No.:
(Note: A saparate assessment iorm wiil be ccmpleted tor 2ach type of miscailarecus ACM)

Tyge of Miscellaneous ACM: (Dl Ficor Tile Ceiling Tile
(Azached separate sheets )
if merethan ona typs.) Mastic Recafing Feit

Extensicn Paneis Shingles

Clagboard — _ _Millboard
Asbestes/Cement Wallcovering
Piping
Sheet Goods Cther:
Paints & Coatings
Total Amount ACM; T/ M Linear Feet Square Feet __ L—
Arza of Damaged ACM__n_ /4 Unear Feet Square Feet
Asgestes Known? __L— Type: CH2S4Sp Zl& Percantage: 2 ~S 70 Asbestes Assumed? !/
Lecations: [ Office Mechanicai Area Lokby
Conference Rcom Hallway Cafataria
Garage Racf
Other (specify)
Cencition of ACM:
Physical Camage/Deterioraton: Majeor Mingr e None
Water Damage/Deteroraticn: Major Minor yd Nene
Friability of Damaged Area: Major Minor / Nene
Potantdal for Future Camage, Cisturbance, or Ergsion:
Accessibility: High Meoderate — Low
Activity & Movement: High Moderate hetll Lew
Change in Buiiding Usa: Scheduled Possitle " Nene
Vitration: High Mcderate - Lew

" Yes No

Air Plenum:

Commens: _MasTio ConTAAs 3-S5 CHRySoTile Asdisnas

Assassor; BER/AAL Date Report Completed: 1031585

Signea: Date:

(Faciiity Aspestos Cantroi Manager)

e

’-3723




Miscellaneous Asbestos-Containing Material Assessment Form -~

Building: FEDERAL BUILDING

GSA Bidg. No._NM0024ZZ

Area: Lo/ o Date of Assessment: 9. /3. P

acé?;gin::;asr:{eea o nenﬁzr/m waill be:.r.ﬁplat\ed for each ng?ﬁ%glgﬁx:! géM)

Type of Miscellaneous ACM: (ol Fleor Tile Cailing Tile

(Azached separate sheets

if more than one type.) Mastic Roofing Feit

Extension Panels Shingles
Clapboard Millboard
Asbestos/Cement Wallcovering
Piping
Sheet Goods Cther:

Paints & Ceatings

Total Amount ACM:___. gg Y Linear Feet Square Feet ___L—

Area of Damaged ACM__ /4 Linear Feet Square Feet

Asbestos Known? __ L~ Type: c M‘S pr7 /& Percentage: 3 ~S 70 Asbestos Assumed?____ L/

Locatiens: [ Office Mechanical Area Lobby

Conference Rocom Hallway Cafeteria
Garage Roof
Cther (specify)

Condition of ACM: ‘
Physical Bamage/Deterioration: Major Minor l/ None
Water Damage/Deterioration: Major Minor v None
Friability of Damaged Area: Major Minor / None

Potential for Future Damage, Disturbance, or Ercsion:

Accessibility: High Moderate — Low
Activity & Movement: High Moderate el Low
Change in Building Use: Scheduled Paossible — None
Vibration: High Moderate - Low
Air Plenum: " Yes No

Comments: MA—.ST; e ConTAAS I-S°7,

CHR ySoTrle Asdisas

Assassor: BEP/AAL

Signed:

(Faciiity Asbestos Control Manager)

Date:

103185

Date Report Completed:

F-37¢




Miscellanecus Asbestos-Containing Matarial Assassment Form -~

GSA Sidg. No._NM0O02477

Suikding: FEDERAL BUILDING
Adaress. 517 GOLD, ALBUQUERQUE NEW MEXICO

Araa; 2059 : Qate of Assessment; .13 P<
~ .
=emogenecus Area No.. 2! = Funcdonal Space No.:
(Nate: A saparata assessment form will e compieted ‘ar each type of miscallanecus ACM)
~.
Tyce of Miscailaneous ACM: ” Foor Tie Cailing Tile
(Azached separate sheets / —_— ) ‘
if mora than one type.) ) Mastic Roofing Feit

Extensicn Paneis Shingles

Clapbeard Millecard
AstestcsCement Wailcevering
Piping

Sheet Geods Cther:

Paints & Ceatings

Totat Amount ACM:___. i,S Vo) Linear Fest Square Feet __ L—
Area of Damaged ACM__n_ /4 Linear Feet Square Feet

Asceastes Knewn? __ L~ Type: CHsSorv/ = Percentage: jﬁv Asbestcs Assumed?
Locafiens: [ Offica Mechanical Area Lokby
Conference Scom Haliway Cafeteria
Carage Rccf
Other (specify)
Canditien of ACM:
Physical Camage/Letericration: Major Minor - None
Water Damage/Leterioraticn: Major Minor v Nene
Friability of Camaged Arsa: Major Minor / Nene
Fotandal for Future Damage, Disturbance, or Sresicn:
Accassitility: High Meoderate — Low
Activity & Movement: High Moderate bt Low
Change in Building Usa: Scheduled Passitle — Nene
Vibration: =igh Moderats - Low
Aif Plenum: 7 Vas No

Ccmments: MA—_ST»Q ConTAASs R-S7, CHRvSoTrle VarZA¥ nyz-Roy

Assessor: BER/AAL Date Repaort Completed: 1031585

n

igred: Qate:
(Faciiity Asbestos Caontrol Manager)

F-39%




Miscailanaous Asbestos-Containing Material Assassment Form_ -

GSA Sidg. No.__NM002477

Buiiding: FECERAL BUILDING

Accress: 517 GOLD, ALBUQUERGUE, NEW MEXICO

Area: IS5/ R Cate of Assessment: D 13- P
Hemegenecus AreaNo.____ot/ - Funcdonal Space No.:
(Note: A saparate assessment form wiil ce completed for aach type of miscallaneous ACM)
Tyce of Miscailanecus ACM: " Ficor Tile Cailing Tile
(Azached separate sheets
1 mcra than one type.) Mastic Reofing Felt

Extension Paneis Shingles

Clapboard Millbcard

Astestes/Cament Wallcovering

Piping

Sheet Goods Cther:

Paints & Coatings
Total Amount ACM: 907}’— T Linear Feet Square Feet __ L—
Araa of Damaged ACM_ /A Linear Feet Square Feet

Typa: d&{_&i&g I oh

Percenmtags: 35 70 Asbestcs Assumed?___L/

Ascasos Known? L~
Locatens: v~ Office Mechanical Area Lokdy
Confaranca Reom Haliway Cafeteria
Garage Roof
Cther (speciy)
Cendition of ACM: ‘
Physical Camage/Qaterioraticn: Majer Minor v Nene
Water Damage/Deterioraticn: Majer Minor v Nene
Friapiiity of Camaged Arza: Majer Minor / None
Potential for Future Damage, Cisturbance, or Erosicn:
Accassibility: High Mederate — Lew
Activity & Movement: High Moderate “ Low
Change in Buiiding Usa: Scheduled Sassible (o Nene
Vibration: High Maderate — Low
Air Plenum: — Yes No
Commens: _MAsTio ConTANS 3-ST CHRySoTile AsBisras
Assassor: BED/AAL Date Report Completad: 103155
Sigred: Date:

(Faciiity Astestes Control Manager)

F-37&




Miscellanscus Asbestos-Containing Matanal Assassment Form . -

Suiiding: FECERAL BUILDING GSA Sidg. No._NM002477

Acdcress__ 3517 GOLD ALSUQUERQUE NEW MEXICO

Area: 2SIR A s Dats of Assessment; D3 95
memogenecus AreaNo.____o2/ . Funcgicnal Spaca No.:

(Ncte: A saparate assassment form will Ge ccmpleted far @ach type of miscallanecus ACM)

Tygea of Miscailanecus ACM; v Fioor Tile Caiiing Tile
(Azached separate sheets V/
# mare than onea typa)) Mastic Reofing Felt

Extansicn Faneis Shingles

Ciagbeard —__Milicard
AsbestcsCement  __~~~ Walicovering
Piping
Sheet Goods Ctirer:
Paints & Coatings
Total Amount ACM:__ . /&~ Linear Feet Square Fest _ L—
Arza of Damaged ACM:_p1_ /4 Linear Feet Squara Faet
Ascesws Known? __L~" Type: _C M2/ Sorv/a Percantaga: LS'_?_D Asbestcs Assumed?_L
Locadens: v~ Office Mecharical Area Lotoy
Confarenca Recm Hallway Cafetaria
Garage Beef
Cther (specify)
Ccengition of ACM:
Physicai Camage/Detaricration: Major Miner - None
Water Damage/Detericraiicn: Majer Minor v Nene
Friability of Damaged Arza: Majer Minor -/ Naone
Potental for Future Damage, Oisturbancs, or Erosion:
Accessibiiity: High Maoderate L Low
Activity & Movement: High Maderate il Low
Change in Buiiding Usa: Scheduled Passible ol Necne
Vibration: High Meoderate — Low
Air Plenum; — Yes No

Cormmens: M AasTic OonTAASs 3-S°7, CHAYSoTile Panre¥ nyz-Ry

Assassor: BEP/AAL Date Report Campleted: 103105

Signed: Date:
(Faciity Asbestos Caontrol Manager)

F-399




Miscellaneous Asbestas-Containing Material Assessment Form .-

Building: FECERAL BUILDING GSA Bidg. No.__NM0o0242Z ‘
Address,_517 GOLD, ALBUQUERQUE, NEW MEXICO :
Area: 20/ 3 ~ Date of Assessment: D- 13- P
Homogenecus Area No..___ &2/ > Functional Space No.:
(Note: A saparate assessment form wiil te complet\ed for each type of misceilanecus ACM)
Type of Miscellaneous ACM: [l Floor Tile Cailing Tile
(Attached separate sheets /
if more than one type.) Mastic Roofing Fett
Extension Panels Shingles

Clapboard Millboard

Asbestes/Cement Wallcovering

Piping

Sheet Goods Cther;

Paints & Coatings
Total Amount ACM___. J4L 0O Linear Feet Square Feet ___L—

Arza of Damaged ACM__p1_ /4 Linear Feet

Square Feet

Asbestos Known? ___ -7 Type: @&&‘SQQZE Percentags: 3-S5 ?o Asbestos Assumed?___ L/

Lecatiens: [ Cffice Mechanical Area Lobby
Conference Roem Hallway Cafeteria
Garage Roof
Cther (specify)

Cendition of ACM: ‘
Physicai Damage/Deteriaration: Major Minor - Nane
Water Damage/Deterioration: Major Minor v Nene
Friability of Damaged Area: Major Minor \/ None

Potentiai for Future Damage, Disturbance, or Erosion:

Accessibility: High Moderate — Low
Activity & Movement: High Moderate hatll Low
Change in Building Use: Scheduled Possible il None
Vibration: High Moderate — Low
Air Plenum: — Yes No

Comments: MA—.ST: o _ConTAAS -S4

CHR ySoTile AsBdisras

Assassor: BEP/AAL

Signed: Date:

(Facility Asbestos Control Manager)

Date Report Completed: 103195

F- Yoo






